4216 83rd Ave SE

MERCER ISLAND, WA - MIS076

GENERAL INFORMATION
APPLIES FULL SET

FLOOR FPLAN
GENERAL NOTES

ABBREVIATIONS

SHEET INDEX

GENERAL

A

ALL ANGLED WALLS (OTHER THAN d0°) SHALL BE
CONSTRUCTED AS NOTED BY ANGLE (DEGREES)
CALLOUT OR CONFIGURED AS DIMENSIONED. (UNO.)

ALL DIMENSIONS AT WALLS ARE TO THE FACE OF
FRAMING STUDS.

ALL EXTERIOR WALLS ENCLOSING CONDITIONED
SPACE SHALL BE 2x6 STUDS at 16" OC. and INTERIOR
WALLS TO BE 2x4 STUDS at 16" OC. per IRC.
R602.3.2 (UNO.)

ALL DIMENSIONS AT WINDOWS ARE TO THE
CENTERLINE

WINDOW SIZES NOTED ON PLANS ARE NOMINAL SO
CONTRACTOR MUST VERIFY EXACT ROUGH OPENINGS
PRIOR TO FRAMING. WINDOW and DOOR HEAD
HEIGHTS SHOULD BE COORDINATED SO THAT ALL
WINDOW and DOOR TRIMS ALIGN.

PROVIDE WEATHER PROTECTION SYSTEM
W/WATER-RESISTIVE BARRIERS IN COMBINATION
W/FLASHINGS at EXT. WALLS, OPENINGS,
PROJECTIONS, PENETRATIONS and INTERSECTIONS TO
LOCK OUT ALL MOISTURE per IRC. RTO3.1-T03.4

TILE INSTALLATION SHALL COMPLY W/APPLICABLE
SECTIONS OF THE TILE COUNCIL OF AMERICA'S
"HANDBOOK FOR CERAMIC TILE INSTALLATION" and
ITS REFERENCED STANDARDS including IRC. RTO2.4.1

ALL COUNTERS, TUB DECKS & WALLS AT TUBS ¢
SHOWERS SHALL HAVE SMOOTH, HARD,
NON-ABSORBENT SURFACE o/CEMENTITIOUS BACKER
BOARD and MOISTURE RESISTANT UNDERLAYMENT
per IRC. R702.42 NONABSORBENT AT TUB &
SHOWER WALLS SHALL BE TO A HEIGHT OF +72" MIN.
ABOVE DRAIN INLET per IRC. R307.2

ALL SHOWERS AND ALL SHOWER RECEPTORS SHALL
COMPLY WITH THE 2016 UNIFORM PLUMBING CODE.

CALCULATIONS and DETAILS FOR MOUNTING HEIGHTS
& CONNECTION OF METAL GUARDRAILS (IF USED)
SHALL BE PROVIDED FOR REVIEW and APPROVAL
BY RAILING FABRICATOR PRIOR TO INSTALLATION
FOR COMPLIANCE W/IRC R3II ¢ R3I2

ALL REQUIREMENTS FOR BUILDING ENVELOPE TO
COMPLY WITH THE 20186 WASHINGTON STATE ENERGY
CODE (WSEC). SEE REQ'D ENERGY CREDITS ON THIS
SHEET ALONG w/ ENI FOR PRESCRIPTIVE
REQUIREMENTS and COMPLIANCE NOTES FOR SINGLE
FAMILY RESIDENTIAL IN CLIMATE ZONE 5 and MARINE
4.

WSEC COMPLIANCE CERTIFICATE REQUIRED WITHIN 3!
OF ELECTRICAL PANEL.

EXHAUST FANS LARGER THAN 50cfm. MAY BE
CONNECTED TO 4" SMOOTH WALL VENT PIPE IF RUNS
DO NOT EXCEED 20' IN LENGTH, THE MINIMUM SIZE OF
FLEX DUCT 1S 5" DIAMETER WITH MAXIMUM RUN OF |5

COMBUSTION AIR REQUIRED FOR ALL FUEL BURNING
APPLIANCES. ALL INGITION SOURCES TO BE min. 18"
ABY. GARAGE FLOOR per IRC. MIZOT.3

. PROVIDE FIREBLOCKING TO CUT OFF DRAFT

OPENINGS AT LOCATIONS W/MATERIALS per IRC.
R302.1l PROVIDE DRAFTSTOPPING AT
FLOOR/CEILING ASSEMBLIES per IRC. R302.12

ALL WASTE PLUMBING DROPS TO BE ON INTERIOR
WALLS or FURRED OUT EXTERIOR WALLS.

PROVIDE ACOUSTICAL PIPE WRAP AT ALL UPPER
LEVEL WASTE LINES

ALL OPENINGS MADE IN WALLS, FLOORS or CEILINGS
FOR THE PASSAGE OF PIPES, STRAINER PLATES ON
DRAIN INLETS, TUB WASTE OPENINGS TO
CRANLSPACE and METER BOXES TO COMPLY wW/THE
CODE REQUIREMENTS OF THE GOVERNING UPC.

ENTRY STEPS SHALL HAVE SUFFICIENT GRADE BUILT
UP AROUND THEM SO THE NUMBER OF STAIR RISERS
DOES NOT EXCEED 3, W/MAX. RISER HEIGHT OF 73" -
NOT REQUIRING A HANDRAIL per IRC. R3I1.77.8

ALL EXTERIOR HOSE BIBS TO HAVE
NON-REMOVABLE VACUUM BREAKERS, MUST BE
FROSTPROOF and BE CAULKED and SECURED AT
EXT. WALLS.

INTERIOR CEILING HEIGHTS ARE AS FOLLONS;

MAIN FLOOR l0-0" (UN.O.)
UPPER FLOOR q'-1 1/6" UN.O.)

SAFETY GLAZING

SAFETY GLAZING INSTALLED IN HAZARDOUS LOCATIONS
AS REQUIRED BY THIS SECTION SHALL HAVE MFGR's
DESIGNATION W/TYPE, THICKNESS and SAFETY GLAZING
STANDARD with WHICH IT COMPLIES MARKED BY
PERMANENT MEANS THAT CANNOT BE REMOVED WITHOUT
DESTROYING GLASS per IRC. R308.|

IRC. R308.4 REQUIRES THAT SAFETY GLAZING TO BE
INSTALLED IN ALL HARARDOUS LOCATIONS per DEFINED
REQUIREMENTS and EXCEPTIONS SPECIFIED IN IRC.
R308.4.| through R308.4.1

2.

w

= o Uk

GLAZING IN DOORS.
GLAZING ADJACENT TO DOORS.

GLAZING IN WINDOWS MEETING ALL (4) CONDITIONS
LISTED.

GLAZING IN GUARDS and RAILINGS
GLAZING IN and NEAR WET SURFACES.
GLAZING ADJACENT TO STAIRS and RAMPS

GLAZING ADJACENT TO THE BOTTOM STAIR
LANDING.

SKYLIGHTS and SLOPED GLAZING SHALL COMPLY wWith

THE MATERIALS and REQUIREMENTS OF IRC. R308.6.1
through R3086.6.49

EGRESS WINDOWS

WINDOWS PROVIDING EMERGENCY ESCAPE and RESCUE
OPENING REQUIRED AT BASEMENTS, HABITABLE ATTICS
and ALL SLEEPING ROOMS and SHALL OPEN DIRECTLY
INTO A PUBLIC WAY or YARD TO SAME per IRC. R31Ql

ALARMS per R314.5 and R315.4

o NINDOW CANNOT REQUIRE KEYS, TOOLS or SPECIAL
KNOWLEDGE TO OPEN per IRC. 3I0.1

o MUST HAVE AN OPENING AREA OF NOT LESS THAN 5.7
Sg.Ft. with 20" min. WIDTH and 24" min. HEIGHT per IRC.
3l0.2.1.2.1

o MUST HAVE A SILL HEIGHT OF NOT MORE THAN 44"
ABY. FLOOR per IRC. R310.2.2

o GUARDS MUST BE PROVIDED AS WINDOW FALL
PROTECTION AT LOW WINDOWS LOCATED GREATER
THAN 72" ABV. FINISHED GRADE per IRC. R312.2

STAIRS and HANDRAILS

STAIRWAYS PROVIDING EGRESS FROM HABITABLE
LEVELS NOT PROVIDED W/EGRESS DOOR per IRC. R3I1.2
SHALL MEET THE REQUIREMENTS and EXCEPTIONS OF
IRC. R3II.T.I through R3I1.7.9 INCLUDING:

e SHALL PROVIDE A MIN. CLEAR WIDTH OF 36" ABOVE
HANDRAIL W/MAX. HANDRAIL PROJIECTION INTO
STAIRWAY OF 44" ON EITHER SIDE per R3I1.7.

o SHALL PROVIDE A MIN. HEADROOM OF &6'-8"

MEASURED VERTICALLY FROM THE NOSE OF TREADS
or LANDINGS per R3I1.7.2

o SHALL NOT HAVE A VERTICAL RISE GREATER THAN
151" BTWN. FLOOR LEVELS or LANDINGS per R3II.7.3

o SHALL MEET THE WALKLINE REQUIREMENTS AT WINDER

BUILDING CODES
FOR THIS SET

CITY OF MERCER ISLAND CODES AT THE
DATE OF THIS DRAWING SET:

2018 INTERNATIONAL BUILDING CODE (IBC)
2018 INTERNATIONAL RESIDENTIAL CODE (IRC)
2018 WASHINGTON STATE ENERGY CODES
2018 ICC A117.1, BARRIER-FREE STANDARD
2018 INTERNATIONAL FIRE CODE (IFC)

2018 NATIONAL ELECTRIC CODE (NEC)

2018 UNIFORM PLUMBING CODE (UPC)

2018 INTERNATIONAL MECHANICAL CODE (IMC)
2018 INTERNATIONAL FUEL GAS CODE (IFGC)
2018 POOL AND SPA CODE

TREADS per R3I1.T.4

o SHALL HAVE A MAX. RISER HEIGHT OF 73" and HAVE A
MIN. TREAD DEPTH OF 10" THE GREATEST DIMENSION
OF ANY RISER or TREAD MUST NOT EXCEED THE
SMALLEST DIMENSION BY MORE THAN 2'. TREADS
LESS THAN II" SHALL MEET NOSING REQUIREMENTS.
THE OPENINGS AT OPEN RISERS SHALL NOT PERMIT
THE PASSAGE OF A 4"¢ SPHERE per R3I1.7.5.1 through
R3I1.7.5.4.

e LANDINGS AT TOP and BOTTOM OF STAIRS SHALL
MEET THE REQUIREMENTS OF R3II.7.6

e THE WALKING SURFACE OF TREADS and LANDINGS
SHALL NOT BE SLOPED MORE THAN 2% PER R3II.7.7

o HANDRAILS SHALL BE PROVIDED ON AT LEAST ONE
SIDE OF EACH CONTINUOUS RUN OF TREADS w/A4) or
MORE RISERS. THE TOP OF HANDRAIL SHALL BE
34-38" ABV. LINE CONNECTING NOSINGS, HAVE MIN, 14"
SPACE BETWN. RAIL and WALL, HANDRAIL MUST RUN
CONTINUOUS FOR FULL LENGTH OF EACH FLIGHT and
MEET APPROVED GRIP-SIZE per IRC. R3I1.7.&

e SHALL BE PROVIDED W/ILLUMINATION per IRC. R303.7
at INTERIOR STAIRNWAYS and R303.86 at EXTERIOR
STAIRWATS.

GUARDS

GUARDS SHALL BE PROVIDED IN ACCORDANCE
W/REQUIREMENTS and EXCEPTIONS OF IRC. R312.] through
R312.2 INCLUDING:

o ALONG OPEN-SIDED WALKING SURFACES, INCLUDING
STAIRS, RAMPS and LANDINGS LOCATED 30" or
GREATER ABOVE ADJACENT FLOOR LEVEL per IRC.
3l12.1.

e OPENINGS MUST PREVENT THE PASSAGE OF A 4"

SPHERE or 48" AT OPEN SIDES OF STAIRS or 6" AT
TRIANGLE OF TREAD, RISER & BOTTOM RAIL per
R312.1.3

o GUARDS MUST BE PROVIDED AS WINDOW FALL
PROTECTION AT LOW WINDOWS LOCATED GREATER
THAN 72" ABV. FINISHED GRADE per IRC. R312.2

GUARDS and HANDRAILS MUST RESIST A SINGLE
CONCENTRATED LOAD OF 200lbs. IN ANY DIRECTION
ALONG THE TOP and GUARD INFILL MUST RESIST A 5O0lb.
LOAD APPLIED HORIZ. OVER | Sq.Ft. per IRC. TABLE
R30I15

ALARMS

SMOKE ALARMS and CARBON MONOXIDE ALARMS
REQUIRED IN ALL NEW DWELLINGS SHALL MEET
REQUIREMENTS and EXCEPTIONS OF NFPA T2, IRC. R34
and R3I5.

o SMOKE ALARMS TO BE LISTED and INSTALLED IN
ACCORDANCE W/IRC. R314.1.1 and CARBON MONOXIDE
ALARMS IN ACCORDANCE W/IRC. 3I5.1.1

o SMOKE ALARMS SHALL BE INSTALLED IN FOLLOWING
LOCATIONS per R314.3 :

IN EACH SLEEPING ROOM.
OUTSIDE EACH SEPARTE SLEEPING AREA.
ON EACH STORY OF THE DWELLING.

NOT LESS THAN 3' FROM A BATHROOM W/TUB or
SHOWER.

5. NOT NEAR COOKING APPLIANCES per R314.3.1

¢ SMOKE ALARMS SHALL BE INTERCONNECTED per
R314.4

o CARBON MONOXIDE ALARMS SHALL BE INSTALLED IN
THE FOLLOWING LOCATIONS per R3I5.3 :

I ON EACH STORY OF THE DWELLING
2. ADJACENT TO EACH SEPARATE SLEEPING AREA.

3. WITHIN BEDROOMS WHERE A FUEL BURNING
FIREPLACE IS LOCATED IN THE ROOM or ITS
ATTACHED BATH.

o ALL ALARMS SHALL RECEIVE THEIR PRIMARY POWER
FROM BUILDING WIRING W/BATTERY BACKUP per
R3l14.6 and R3I55

o COMBINATION SMOKE and CARBON MONOXIDE
ALARMS SHALL BE PERMITTED IN LIEU OF SEPARATE

NSNS

PROVIDE NFRPA-T2,
CHAPTER 29 MONITORED
FIRE ALARM SYSTEM

NFPA 2R FIRE
SPRINKLER SYSTEM TO BE
INSTALLED

# Pound OR Number
& And

@ At

A/C Air Conditioner
AB Anchor Bolt

ABV Above

AD Area Drain

ADDL Additional

ADH Adhesive

ADJ Adjustable

AFF Above Finish Floor
AGG Aggregate

ALT Alternate

ALUM Aluminum
ANC Anchor

APX Approximate
ASPH Asphalt
AUTO Automatic
AVR Average

AWG American Wire Gauge

AWN Awning

B/0 By Others

BD Board
BLDGBuilding
BLKGBIlocking

BLW Below

BM Beam

BOF Bottom of footing
BOT Bottom

BOW Bottom of wall
BR Bedroom
BSMTBasement

BTW Between

BYND Beyond
CAB Cabinet

CAS Casement

CB Catch Basin
Ventilating

CC Center to Center
CIP cast—in—place
CJ Control Joint

CL Centerline

CLG Ceiling

CLR Clear

CMU Concrete Masonry

CO Clean Out

COL Column

CONC Concrete
CONTContinuous
CRPTCarpet

CT Ceramic Tile
CTYD Courtyard

CU FT Cubic Feet
CU YD Cubic Yard
DBL Double

DEMO Demolish or
Demolition

DH Double Hung
DIA Diameter

DIM Dimension

DN Down

DP Damp proofing
DR Door

DRWR Drawer

DS Downspout

DT Drain Tile

DW Dishwasher
DWG Drawing

EA Each

EF Exhaust fan

EJ Expansion Joint
EL  Elevation

ELEC Electrical

ELEV Elevation

EQ Equal

EW Each Way

EXC Excavate

EXH Exhaust

EXIST Existing
EXT Exterior

FBD Fiberboard

FCB Fiber Cement Board
FCO Floor clean out
FD Floor drain
FIN Finish

FIXT Fixture

FLOR Fluorescent

FLR Floor

FLSH Flashing

FND Foundation

FO Face Of

FOC Face of Concrete
FOM Face of Masonry
FOS Face of Studs
FOW Face of Wall
FPL Fireplace

FRM Frame(ing)
FRPF Fireproof

FT Foot

FTG Footing

FUR Furred

GA Gauge
GALVGalvanized

GFCI Ground Fault Circuit

Interrupt
GFl  Ground Fault
Interrupt
GL CGlass

GLBK Glass Block

GWB Gypsum Wall Board
GYP Gypsum

HB Hose Bib

HC Hollow Core

HDR Header

HDWR Hardware
HT Height

HVAC Heat—Vent—Air
Conditioning

HW Hot water

ID Inside Diameter
ILO In Lieu Of

IN Inch

INCL Include

INS Insulate(tion)
INSUL Insulation
INT Interior

J—Box Junction box
JNT Joint

JST Joist

KD Kiln Dried

KIT Kitchen

LAM Laminate(d)

LAV Lavatory

LB Pound

LF  Lineal Feet

LL Live Load

LT Light

LTG Lighting

LVL Laminated Veneer
Lumber

LVR Louver

MAS Masonry

MAX Maximum

MBR Member

MC Medicine Cabinet
MDO Medium Density

Overlay
MECH Mechanical
MED Medium

MEMB Membrane
MFR Manufacturer
MIN  Minimum

MIR  Mirror

MISC Miscellaneous

SLB Slab

SPEC Specification

SQ Square

SQ IN Square inches
SQFT Square feet

STC Sound Transmission
Coefficient

STD Standard

STL Steel

STR Structural

MLB Micro Laminate Beam STRUCT  Structure or

MMB Membrane

MTL Metal

MWK Millwork

NIC Not in Contract
NO #

NO Number

NOM Nominal

NTS Not to Scale

Structural

SY Square yard

T Tread

T&G Tongue and Groove
TEL Telephone

TEMP Tempered

TK  Tight Knot

TME To Match Existing

0 Non—Operable WindowTO Top Of

Section

OBS Obscure

OC On Center

OD Outside Diameter
OH Overhang

OP Opaque

OPG Opening

OPNG Opening or
Rough Opening

OSB Orientated Strand
Board

PBD Particle Board
PBF Prefabricated
PERF Perforate(d)

PL Property Line

TOB Top of Beam

TOC Top of curb/ Top of
Concrete

TOF Top of footing

TOJ Top of joist

TOW Top of wall

TP  Toilet Paper Hanger
TYP Typical

UNO Unless Noted
Otherwise

VB Vapor barrier

VERT Vertical

VIF  Verify in field

W/ With

W/0 Without

PLAM Plastic Laminate .
GLB Glue Laminated BeamPLT Plate WC  Toilet (water closet)

PLYWD Plywood

PNT Paint or Painted
PSF Pounds Per Square
Foot

PSI Pounds Per Square
Inch

PT Pressure Treated
PVC Polyvinyl Chloride
PVMTPavement

R Riser

R&S Rod and Shelf

RC Reinforced Concrete
RD Rod

RD Roof Drain

RDL Roof drain leader
REBAR Reinforcing Bar
REFR Ref

REG Register

RENF Reinforced

REQ Required
REQDRequired

REV Revision

RFG Roofing

RM  Room

RO Rough Opening
ROW Right of way

SA  Supply Air

SCH Schedule

SCN Screen

SD Smoke detector
SECT Section

SGD Sliding Glass Door
SH Shelf
SHTHSheathing

SIM  Similar

SIM  Similar

WD Wood

WDW Window

WH Water Heater

WIC Walk—In Closet
WP  Water Proofing
WP  Weatherproof

WR Weather Resistant
WRB Weather Resistive
Barrier

WWF Welded Wire Fabric
X Operable Window
Section
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F.A.R. CALCULATIONS:
SQUARE FOOTAGE SUMMARY
MAIN FLOOR/ MAIN LIVING 2,315 SF.
ADU. 380 SF.
GARAGE 133 SF.
SUB TOTAL 3,428 SF.
UPPER FLOOR/ MAIN LIVING 2,565 SF.
MINUS MAIN STAIRS -8® SF.
SUB TOTAL 2,477 SF.
TOTAL GF.A. 5,905 SF.
ALLOWABLE F.AR. 40% + ADJU. 5,631 SF.
PROPOSED 42.1  %.
TOTAL NET AREA MAIN HOUSE 4,792 SF.
GARAGE 133 SF.
TOTAL NET AD.U. 360 SF.
SUB TOTAL 5,d05 SF.
COV'D PATIO 500 SF.
CoV'D PORCH 134 SF.
OVERALL WIDTH T1-8 3/4"
OVERALL DEPTH 6d' -3"

Updated : 03/09/2018

Method for Calevlating Square Footage - ANSI ZT165-2013 except: no separate
distinction of ‘above-grade or belon-grade' areas and each level is measured to the

outside of studs not the exterior finished surface.

Square footage calcvlations for this house nwere made based on plan dimensions only and may

vary from the finished square footage of the house as built.

© See Sheet "CODES" for additional Zoning required Area Calcvlations
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F.A.R. CALCULATIONS:

SQUARE FOOTAGE SUMMARY

MAIN FLOOR/ MAIN LIVING 2,315 SF.
ADU. 380 SF.
GARAGE 133 SF.
SUB TOTAL 3,428 SF.
UPPER FLOOR/ MAIN LIVING 2,565 SF.
MINUS MAIN STAIRS -88 SF.
SUB TOTAL 2,477 SF.
TOTAL GF.A. 5,405 SF.
ALLOWABLE F.AR. 40% + AD.U. 5,631 Sk
PROPOSED 421 %,
TOTAL NET AREA MAIN HOUSE 4,792 SF.
GCARAGE 133 SF.
TOTAL NET ADU. 380 SF.
SUB TOTAL 5,405 SF.
COV'D PATIO 500 SF.
COV'D PORCH 134 SF.

OVERALL WIDTH T7-8 3/4"

OVERALL DEPTH ed' -3"
Updated : ©O3/04/2015

Method for Calculating Square Footage - ANSI ZT65-2013 except: no separate
distinction of ‘above-grade or belon-grade' areas and each level is measured to the
outside of studs not the exterior finished surface.

HATCH REFPRESENTS
ADUUNIT AND
LOCATION TO
BUILDING ENVELORFE

Sheet Title/Description

N |

JAYMARC

7525 SE 24th St., 487
Mercer Island, WA
98040
425.266.9100

A Issue Issue Date By
Description

JAN

. Oo.0Co.24 :
CITY PLAN REVIEW COMMENTS

 Z
ns
mn
© .
I Cin
_OC_UEo
SLzZD
0w 8S
o @
NE
¥ S

plan name: --
marketing name: XXXXXX
plan number: MIS076

mark sys. number:--

Conditions not specifically
represented graphically or in
writing or which conflict with
the current International
Residential Code (IRC.) or
those of the local municipality
then the current standards
and requirements of each
respectively shall govern.

The drawings in this set are
instruments of service and
shall remain the property of
JayMarc Homes, LLC.

© 201/ JayMarc Homes, LLC;
All rights reserved.

O221.24
Submittal Date

Sheet Title/Description

JATMARC HOMES
Design Firm

R.R.
Drawn by:

RR./ S.K.
Checked by:

Primary Scale

CA12




N

King County iMap
z 134

3
fup
?

i~

S 1si3nd Crest Way

LOT COVERAGE

WA 98040

/9525 SE Z24th St, #4038/
2 /006

Mercer Island,

JayMarc Homes, LLC
425 287

Lot Area 13,965
Allowed 40%
Allowed sf 5,586
Existing
Eaves 1,743
Shed 83
Driveway 1,199
Total Existing 3,025
Existing Removed (3,025)
New
Eave Area 4,584
Driveway 961
Cov'd Patio incl above
New sf 5,545 |
Total
Total New and Existing 5,545 |
39.7%
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INSTALL PER MFGRS. INSTRUCTIONS w/MIN. (1)

30 YEAR COMPOSITION ASPHALT FIBERGLASS SHINGLES
LAYER OF 5% UNDERLAYMENT o/ 1955" C-D INT-APA RATED

PER SPECS.

uonduosa@/aiL 199Us

1" CLR.

24" FROM

FOUNDATION TO COVER BOTH BELOW

GRADE FNDN. DRAINS

INSTRUCTIONS

FINISH GRADE-SLOPE ANWAY

FROM HOUSE
e

TOP OF UPPER LEVEL SUB-FLR.
BACKFILL

41" UPPER LEVEL PL (UNO.)
4'-1" MAIN LEVEL PL (UNO)
TOP OF MAIN LEVEL SUB-FLR.

AT EAVE WHERE EXPOSED TO WEATHER
&'-0" WINDOW HDR. (UNO.)

PROVIDE SOLID SHTG. or CDX PLYWD.
/CONT. METAL DRIP EDGE FLASHING
\5/4”x5 FASCIA PER ELEVATIONS

/4" CONT. METAL GUTTER

EXTERIOR

EXTERIOR

\\\//\\ NOVERAV
SN

EXTERIOR SIDING & TRIM PER

PLANS AND SPECS
MIN (1) LAYER FORTIFIBER JUMBO TEX or EQUAL

BLDG NWRAP PER IRC RTO3.I and R703.2
EXTERIOR SIDING & TRIM PER PLANS ¢SPECS

PLYWOOD SHEATHING PER SHEARWALL

SCHEDULE SHEET S-1.0
4x WINDOW/DOOR HEADERS PER FRAMING

PLANS W/INSUL. PER WSEC.
4"¢ PERF. FOOTING DRAINTILE Ww/CLOTH

2x6 HFE#2 WALL STUD @ 16" OC. FRAMING
> SLEEVE ¢ GRAVEL COVER

R-2I BATT INSULATION PER 2018 WSEC.
PER PLANS

VINYL WINDOWS PER PLAN INSTALLED &

FLASHED PER MFGRS.
FNDN. TO BEAR ON UNDISTURBED SOIL

SEE STRUCTURAL PLANS ¢ NOTES FOR
W/2000 PSF CAPACITY MIN.

R-2I BATT INSULATION PER WSEC.
FNDN. REINF. ¢ ANCHOR BOLT SIZES

TIMBERSTRAND' RIM JOIST PER

2xo HFE#2 WALL STUD e 16" OC.
FRAMING PLANS

FRAMING PER PLANS

PER CK-D.29

INIA

2x BLOCKING AT SOFFIT w/2" SCREENED VENT HOLES
W/ J4" CORROSION RESISTANT METAL MESH COVERING

24" CARDBOARD BAFFLE ALLOW FOR MIN.
AIR SPACE-EXTEND TO MIN. 12" ABOVE INSUL.

I
PN
2

APPROVED TRUSSES BEARING MFGR'S SEAL @
24" OC. PER ROOF FRAMING PLAN & SHOP DNGS.

é’,

12
INTERIOR
INTERIOR

FLOORS

NN 121 R

FIREBLOCK ALL
VERTICAL OPENINGS IN

WALLS AT PLATES ¢
-

PERPENDICULAR JOISTS,
7
NN
2

2
S

>
K

TYPICAL EXTERIOR WALL SECTION

BARRIER AT EXTERIOR

SCALE:

WCl

PER BUILDER'S SPECS.

GNB AT WALLS W/PVA VAPOR
CRANLSPACE

%" GWB. CEILING (TYPICAL)

& SPECS.

OFFSET END JOINTS BY 48"
UD SILL W/ 12" LAP @ SEAMS
N

SHEETING PER PLANS

Lo
2

UPPER LEVEL FRAMING PLAN

(1) LAYER L' enB. AT CE\L\NG/

INTERIOR WINDOW & DOOR TRIM
BLACK VAFPOR BARRIER EXTEND

PER 2016 WSEC
PER 2018 WSEC.

TO

INSTRUCTIONS FOR LOW SLOPE ROOF (TYP.)

R-49 BATT INSULATION PER 2018 WSEC.

PROVIDE R-3& HD. BATTS AT PERIMETER
FLANGE HANG JSTS. W/SIMP. LB2& TYP. AT

INSTALLATION WHERE REQUIRED PER MFGRS.
(2)2x6 TOP PLATE, LAP CORNERS ¢

186" OPEN WEB FLOOR TRUSSES - SEE
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R-386 BATT FLOOR INSUL

FLOOR SHTG. or EQUIV. OSB BOARD
R-38 BATT FLOOR INSUL.

(46/24 SPAN RATED) TéG PLYWOOD

FINISH FLOORING PER PLANS

0SB BOARD SHEETING PER PLANS
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PLYWD. SHTG W/NAILING PER STRUCTURAL NOTES. MODIFY
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LOADING AND DESIGN
PARAMETERS

GRAVITY DESIGN LOADS:
DEAD LOAD (PSF):

GENERAL STRUCTURAL NOTES LATERAL BRACING NOTES

THIS HOME HAS BEEN ENGINEERED TO RESIST
LATERAL FORCES RESULTING FROM:

GENERAL STRUCTURAL NOTES

DESIGN PARAMETERS

BASEMENT SLAB

4" CONC. SLAB ON 6 MIL VAFPOR
BARRIER ON 4" MIN. GRANULAR
FILL ON 95% COMPACTED

FOUNDATION

ROOF TRUSS TOP CHORD - 0
FILLAVIRGIN 01 ® DESIGN IS BASED ON 2018 INTERNATIONAL RESIDENTIAL CODE ROOF TRUSS BOTTOM CHORD - 7 100 MPH WIND SPEED), EXP. B M NI S YR oo R —
§ 2018 INTERNATIONAL BUILDING CODE FLOOR (TRUSSES) - 5 (ASCE T-16 WIND MAP, PER IRC R301.2.11)
FLOOR (JoaT2) 0 ® KOOD FRAME ENGINEERING 15 BASED ON NDS, "NATIONAL DESIEN

® DESIGN LOADS:

GARAGE 6LAB SOIL 500 PSF ALLOWABLE BEARING PRESSURE

® CONCRETE SHALL ATTAIN THE FOLLONWING MINIMUM COMPRESSIVE

0 RISK CAT. 2 & SEISMIC CAT. D2. SPECIFICATION FOR WOOD CONSTRUCTION' - LATEST EDITION.

10 MPH WIND IN 2015 IRC MAF

TILE FLOORS

LIVE LOAD (PSF):

GENERAL FRAMING

4" CONC. SLAB ON 47 MIN. 5TRECNC:T;§0‘§ QS.DAYS#OUUNNSAT\ON NALLS* Egg;éwm LIVING AREAS ig NGINEERED DESIGN WAS COMPLETED PER (© copyright : MULHERN & KULP
GRANULAR FILL ON 95% 2/,500 E;gil FOOTINGS* RESIDENTIAL SLEEPING AQEA:S: 30 2016 1BC (SECT‘ON 009 ¢ ‘@‘3) § ASCE ‘[*‘@/ .Structural Engineering, Inc.
COMPACTED FILLVRGIN S01L oo NERT U e 0| | o PERMITTED BY k30113 OF THE 208 IR, | | * SRR s el L e e ot e oo o
fy = 60000 psi | : ACCORDINGLY, THIS HOME, AS DOCUMENTED GRADE LUMBER, OR BETTER, UN.O.

;&UJ“%EEE/%”%A%O?Q%pf‘O‘N%Qgé?;ggﬁgﬁ%@gké%oﬁm‘ N SNOW LOAD: AND DETAILED HEREWITHIN, 1S9 ADEQUATE TO ® INTERIOR BEARING WALLS SHALL BE 2x4 OR 2x6 (AS SHOWN ON
PORCH S| AR ’ GROUND SNOW LOAD (Pg) (PSF) - 22 RESIST THE CODE REQUIRED LATERAL FORCES PLANS) @ 16" O.C. (w DOUBLE TOP PLATE) DOUGLAS FIR (DF) 'STUD"
e ALL CONCRETE EXPOSED TO THE WEATHER SHALL NOT HAVE LESS FLAT ROOF SNOW LOAD (Py) (PSF) - 25 ! GRADE LUMBER, OR BETTER, UN.O.
THAN 5% OR MORE THAN 1% AIR ENTRAINMENT. SNOW EXPOSURE FACTOR (Co) 04 AND DOES NOT NEED TO CONFORM TO THE o AL MO BEARING INTERIOR STUD HALLS SHALL BE CoNeTRUC D
I SNOW LOAD IMPORTANCE FACTOR (1) - 0 -
4" CONC. SLAB ON GRADE ON e FOUNDATION WALL DESIGN 15 BASED ON BACKFILL SOIL o 9 PRESCRIPTIVE PROVISIONS OF RA02.10. AITH 2% 5TUD' GRADE MEVBERS SPACED @ 24" OC. (MAX)

CLASSIFICATIONS OF SC, ML-CL, OR CL (60 pct) SOIL.

o TTPICAL REINFORCEMENT DETAILS: LAP ALL REBAR 24" MIN,; BEND
BARS AND LAP AT CORNERS; PROVIDE 6" HOOK INTO SUPPORTING

o MIL VAPOR BARRIER ON 4"
MIN. GRANULAR FILL ON 95%

® ALL WALLS TALLER THEN TYP. PLATE HEIGHT SHALL BE
CONSIDERED BALLOON FRAMED & SHALL BE CONSTRUCTED FROM
FLOOR TO UNDERSIDE OF FRAMING AT NEXT LEVEL. BF. WALLS

L ATERAL DESIGN LOADS:
WIND LOAD: (IBC 1604)

STANDARD EXTERIOR WALL SHEATHING

COMPACTED FILL/VIRGIN SOIL

REPORT/ LOCAL MUNICIPALITY FOR MINIMUM DEPTH BELOW GRADE.

e FOOTINGS AND SLABS ON GRADE SHALL BEAR ON VIRGIN SOIL OR

95% COMPACTED FILL.

LOCATED WITHIN /5" OF EXTERIOR EDGE OF SILL PLATE) ¢ NUTS @

0'-0" 0.C. @ 2-5TORY ¢ 4'-0" O.C. @ 3-STORY CONDITIONS w/ 1" MIN.

EMBEDMENT INTO CONC. PROVIDE A MINIMUM OF 2 ANCHORS PER
PLATE, 12" MAXIMUM FROM PLATE ENDS, UN.O. (SEE FND. DETAILS).

HARDWARE ¢ FASTENERS IN CONTACT W/ PRESERVATIVE-TREATED
NOOD. CONTACT LUMBER & HARDWARE SUPPLIERS TO COORDINATE.

® ARCH/BUILDER TO VERIFY ALL DIMENSIONS

" 2018 IRc' - 0CT 2020

SEISMIC LOAD: (IBC l613)

SEISMIC RISK CATEGORY I

BASIC SEISMIC-FORCE-RESISTING 9YS -
LIGHT FRAMED WALLS
W/ WOOD STRUCTURAL PANELS
ULTIMATE BASE SHEAR:

ANALYSIS PROCEDURE USED:
EQUIVALENT LATERAL FORCE

SUPPORTED PANEL EDGES AND 12" O.C. IN THE PANEL FIELD.
ALL SHEATHING SHEET PANEL EDGES SHALL OCCUR OVER WALL
FRAMING MEMBERS OR 2x HORIZONTAL BLOCKING SHALL BE

b 5
o /" 0SB OR 752" PLYNOOD:
ONLY AT LOCATIONS INDICATED ON PLANS - SHEATHE WALL

TO SUPPORT PANEL EDGE AND 3" O.C. FASTENING.

HOLD-DOAN SCHEDULE

SYMBOL SPECIFICATION

SIMPSON STHDI4 (RJ) HOLD-DOWN

> HD-5 SIMPSON Colo STRAP TIE

(14" END LENGTH)

SIMPSON MSTC40 STRAP TIE

B HD-6 | (CENTER STRAP ON FLOOR SYSTEM UNO.)

MEANS ¢ METHODS NOTES

THE STRUCTURE 1S5 DESIGNED TO BE SELF SUPPORTING AND
STABLE AFTER THE BUILDING 1S FINISHED AND ALL PLAN, DETAIL,
AND NOTE SPECIFICATIONS HAVE BEEN COMPLETED. IT 1S THE
CONTRACTOR'S SOLE RESPONSIBILITY TO DETERMINE THE
ERECTION PROCEDURES AND SEQUENCE TO INSURE THE SAFETY
OF THE BUILDING AND ITS COMPONENTS DURING CONSTRUCTION.
THIS INCLUDES, BUT 1S NOT LIMITED TO, THE ADDITION OF
NECESSARY SHORING, SHEETING, TEMPORARY BRACING, GUYS,
AND TIE-DOWNS. CONTRACTOR SHALL BE RESPONSIBLE FOR ALL
SHORING AND BRACING REQUIRED TO STABILIZE AND PROTECT
EXISTING AND ADJACENT STRUCTURES AND SYSTEMS DURING
COURSE OF DEMOLITION AND CONSTRUCTION OF THE PROJECT.

STRUCTURAL DESIGN AND SPECIFICATIONS ASSUME THAT ALL
SUPPORTING AND NON-SUPPORTING ELEMENTS IN CONTACT WITH
FLOOR FRAMING ARE LEVEL, INCLUDING, BUT NOT LIMITED TO;
FOUNDATIONS, SLABS ON GRADE, BEAMS, WALLS, AND
NON-BEARING ELEMENTS. IT IS THE CONTRACTOR'S
RESPONSIBILITY TO VERIFY LEVELNESS AND MAKE ADJUSTMENTS
AS NECESSARY, INCLUDING CONSIDERATION OF THOSE AREAS
THAT MAY BE WITHIN CONTRACTUAL, INDUSTRY, OR WARRANTY
TOLERANCES.

ADDITIONAL NOTES FOR TRUSS ¢
-JOIST MANUFACTURER

ROOF TRUSS, FLOOR TRUSS AND ENGINEERED JOISTS SHALL BE
DESIGNED TO MEET THE DIFFERENTIAL DEFLECTION CRITERIA
BELOW, UNLESS NOTED OTHERWISE ON PLAN. MULHERN ¢ KULP
CANNOT BE HELD RESPONSIBLE FOR ANY STRUCTURAL ISSUES
RELATED TO ANY BUILDING COMPONENT |F COMPONENT SHOP
DRANINGS ARE NOT SUBMITTED TO MéK FOR REVIEW PRIOR TO
FABRICATION, DELIVERY, OR INSTALLATION.

TRUSSES SHALL BE DESIGNED SO THAT DIFFERENTIAL DEFLECTION
BETWEEN ADJACENT PARALLEL TRUSSES OR GIRDER TRUSSES
DOES NOT EXCEED THE FOLLONWING:

A. ROOF TRUSSES:

NOTES:
l. LATERAL ANALYSIS ASSUMES STUD SPACING @ 16" o.c.

2. ALL SHEAR WALLS SHALL HAVE DOUBLE TOP PLATES
FASTENED TOGETHER w/ 3"x0.131" NAILS @ 8" O.C. USE

(12)35"x0.135" NAILS AT EACH LAP SPLICE, (6) EACH SIDE OF
JOINT (TYP. UNO)

3. ALL EXTERIOR WALLS ARE CONTINUOUSLY SHEATHED.

4. ALL INTERIOR SHEAR WALLS AND EXTERIOR WALLS ARE
SHEATHED ABOVE AND BELOW OPENINGS.

LEGEND

o [IITTITID INTERIOR BEARING WALL

o mm mm mm INTERIOR SHEAR WALL PANEL OR
EXTERIOR SHEAR WALL W/ 3" o.c. EDGE NAILING

o LU AREA OF OVERFRAMING

JL METAL HANGER

* INDICATES POST ABOVE. PROVIDE SOLID
BLOCKING UNDER POST OR JAMB ABOVE.

b INDICATES HOLDOWN,

FOOTINGS WHEN FOOTINGS INTEREECT, PROVIDE 3" MINIMUM COVER SPEED (vor) (MPH) 00 SPEGIFICATIONS o e i e i
AT THE BOTTOM BARS AND | /2" COVER AT THE SIDES, HIND Rl CATECORY - | (NTERIOR WALL SPECIFICATON MLERE NOTED ON PLANG) Pl vautE Kach
e FOUNDATION WALLS SHALL BE BRACED, PRIOR TO BACKFILLING, BY IMPORTANCE FACTOR (1) - 0
EITHER ADEQUATE TEMPORARY BRACING OR INSTALLATION OF EXPOSURE CATEGORY B T 154, ® ALL HEADERS SHALL BE SUPPORTED BY (1)2x JACK STUD ¢ (1)2x
FIRST FLOOR DECK. INTERNAL PRESSURE COEFF. (GCp) 1018 e /o 0SB OR 32" PLYNOOD: KING STUD, MINIMUM.
- THE NUMBER OF STUDS SPECIFIED AT A SUPPORT INDICATES THE
o ALL FOOTINGS SHALL BEAR BELOW FROST LINE. CONSULT SOILS TOPOGRAPHIC FACTOR (Ka) - 3 FASTEN SHEATHING w/ 25'x0.31" NAILS @ 6'0.c. AT ALL

NUMBER OF JACK STUDS REQUIRED, UN.O..

BUILT-UP POSTS SHALL BE 2x4 OR 2x6 DOUGLAS FIR (DF) "sTUD"
GRADE LUMBER, OR BETTER, UN.O. ¢ SOLID WOOD COLUMNS SHALL

SEISMIC IMPORTANCE FACTOR (l) - 10 PROVIDED TO SUPPORT PANEL EDGE. ALL EXTERIOR WALLS BE DOUGLAS FIR (DF) #2 GRADE LUMBER, OR BETTER, UN.O.

o BROVIDE CONTROL JOINTS AT ALL INSIDE CORNERS OF SLAR MAPPED SPECTRAL RESPONSE SHALL BE CONSTRUCTED PER THIS SPECIFICATION UN.O. ON o ALL 9> AND LARGER SOLID SANN BEAMEHEADERS SHALL BE
EDGES, AND OTHER LOCATIONS WHERE SLAB CRACKS ARE LIKELY e CLAS; 421 o O"m‘; AL PLANS. HEM FIR #2 (HF #2) OR BETTER. ALL 4x6 AND LARGER S0LID SARN
TO DEVELOP. (15-0" 0.C.) ' _ LUMBER SHALL BE DOUGLAS FIR #2 (DF #2) OR BETTER.

H SPECTRAL RESPONSE COEFF. - ;

® FASTEN SILL PLATES TO FOUNDATION WALLS WITH %" DIA. ANCHOR o 150 Sor 0545 3" o.c. EDGE NAILING o AL FRAMING LUMBER SHALL BE KILN DRIED TO 5% MC, (KD-I5)

BOLTS W/ MIN. 3"x3"x J4" PLATE WASHERS (EDGE OF WASHER TO BE SEISMIC DESIEN CATEGORY - D (NHERE NOTED ON PLANS) : o

ALL TYP. NAIL FASTENER REQUIREMENTS ARE NOTED IN GENERAL
NOTES, IN DETAILS, OR ON PLANS. ALL NAILS SPECIFIED ARE MIN
DIAMETER AND LENGTH REQUIRED FOR CONNECTION. ALL HANGER
NAILS SHALL BE INSTALLED PER MANUFACTURER'S REQUIREMENTS

PROVIDE SOLID BLOCKING IN FLOOR SYSTEM UNDER ALL POSTS ¢
HOLD-DOWNS CONTINUOUS TO FOUNDATION/BEARING. BLOCKING TO
MATCH POST ABOVE.
ENGINEERED LUMBER TO MEET OR EXCEED THE FOLLOWING:
o | S MEMBERS - Fb=2325 P5I; Fv=3l0 P5l; E=1 55xI076 P5l
o LVL MEMBERS - Fo=2600 PSI; Fv=285 P51 E=2.0x1076 PS
» GLB MEMBERS - Flo(+)=2400 P5I; Fb(-)=1850 PSI; Fv=265

PSl; E=1.6x10™0 PSI; DF/DF; 24F-v4 (UN.O)
ENGINEERED LUMBER POSTS TO MEET OR EXCEED THE FOLLOWING:
o LVL MEMBERS - Fb=2400 PSl; Fcll=2500 PSl; E=1.8x10"6 PSl

FACE NAIL MULTI-PLY 2x BEAMS § HEADERS W/ 3-ROWS OF
3"%0.I31" NAILS (MIN)) @ 12" O.C. STAGGERED. APPLY NAILING FROM
BOTH FACES @ 3-PLY OR MORE CONDITIONS. UTILIZE 2 ROWS OF
NAILS FOR 2x0 § 2x& MEMBERS.

ALL MEMBERS SPECIFIED AS MULTI-PLY 124" SHALL BE FASTENED
TOGETHER PER MANUFACTURER. EQUIVALENT WIDTH SOLID
MATERIAL MAY BE USED AS EQUAL.

FASTEN 2x WOOD PLATES TO TOP FLANGE OF STEEL BEAMS
W/PAFs (HLTI' X-U PINS OR EQUAL (015" DIA. x 2" LONG MIN.) @

o T~ EEA@\N%%% ABOVE (BAA), OR SHEARWALL 16" 0.C. STAGGERED, OR 1/2" DIA. BOLTS @ 48" 0.C., STAGGERED.
> HD-1 SIMPSON M5TCO0 STRAP TIE OVE BIA. ® REFER TO IRC FASTENING SCHEDULE TABLE R602.3(1) FOR ALL
(CENTER STRAP ON FLOOR SYSTEM UN.O.) ° ——--— BEAM/HEADER CONNECTIONS, TYP. UNO.

project mgr:

drawn by:

issue date:

REVISIONS:

|E| MULHERN+KULP

7220 Trade Street, Suite 295, San Diego, CA 92121

RESIDENTIAL STRUCTURAL ENGINEERING
p 619-650-8010 » mulhernkulp.com

® ALL LUMBER EXPOSED TO WEATHER OR IN CONTACT W/ CONCRETE TRANS: 22 K LONG: 22 K 1 It \ FOR MAX CHARTED CAPACITY. NOTE: HANGERS USE COMMON NAIL
OR MASONRY FOUNDATION SHALL BE PRESERVATIVE TREATED SEISMIC RESPONSE COEFF. (Cs) - gﬁOoWCN Q‘TTHED/EE?SABNDF f‘jT ENCSQETA;*;‘NN%Q/ /f&xgﬁ‘Am&? © DIAMETERS NOT TYPICAL FRAMING GUN NAILS,
HEM FIR #2 TRANS: 0175 LONG: 0.175 < < :
' CEPONGE MODLCATION FACTOR (8] SHEET PANEL EDGES SHALL OCCUR OVER WALL FRAMING e FASTEN ALL BEAMS TO COLUMNS, OR FLUSH BEAMS TO .
® BUILDER TO VERIFY CORROSION-RESISTANCE COMPATIBILITY OF S D MEMBERS OR 2x HORIZONTAL BLOCKING SHALL BE PROVIDED SUPPORTING BEAMS, W/ (4) 3'x0.131" TOENAILS (MIN,), TYP. UN.O. M&K project number.

154-24003

RJZ

BFD
02-14-24

date:

FLOOR FRAMING

[-JOISTS/TRUSSES SHALL BE DESIGNED BY MANUF. TO MEET OR
EXCEED /480 LIVE LOAD DEFLECTION CRITERIA AND SHALL
RUN CONTINUOUS OVER SUPPORTS WHEREVER POSSIBLE. ALL
LOADS SHOWN ON PLAN FOR MANUF. DESIGNS ARE ASD LEVEL
LOADS, UN.O. (EXCLUDES STONE/MARBLE OR WET BED
CONSTRUCTED FLOORS - CONTACT MK FOR EXCLUDED DESIGNS).

ALL METAL I-JOIST/TRUSS HANGERS SHALL BE SPECIFIED BY
[-JOIST/TRUSS MANUFACTURER, UNLESS OTHERWISE NOTED.

[-JOIST/TRUSS SHOP DRANWINGS SHALL BE SUBMITTED TO
ARCHITECT AND ENGINEER FOR REVIEWN AND APPROVAL PRIOR TO
FABRICATION OR DELIVERY.

2x FLOOR JOISTS HAVE BEEN DESIGNED TO MEET OR EXCEED
/260 LIVE LOAD DEFLECTION CRITERIA.

TYPICAL 2x JOIST HANGERS (UN.O. ON PLANS):
SINGLE PLY: SIMPSON LUS2I0
DOUBLES: SIMPSON LUS210-2

FLOOR SHEATHING SHALL BE 23/32" AP.A. RATED 'STURD-I-FLOOR!
24" 0.C, EXPOSURE | (OR APPROVED EQUAL) WITH TONGUE AND
GROOVE EDGES. FASTEN TO FRAMING MEMBERS W/ GLUE AND

25" x 031" NAILS @ 6"0.c. @ PANEL EDGES ¢ @ 12'0.c. FIELD.

ALL FLUSH CONNECTIONS SHALL BE CONNECTED WITH HANGER
APPROPRIATE FOR MEMBER SIZE. UNO.

FASTEN HANGERS TO SINGLE PLY FLUSH BEAMS W/ 15" LONG NAILS.

O M E 5

|

JAYMARC

ROOF FRAMING

FASTEN EACH ROOF TRUSS TO TOP PLATE W/ (4) 3"x0.131"
TOENAILS (MIN.) & (1) 'SIMPSON' SDNCIE600 SCREW @ ALL BEARING
POINTS. PROVIDE (2) 'SIMPSON' SDWCIS600 SCREWS AT 2-PLY
GIRDER TRUSSES, (3) 'SIMPSON' SDWCIS600 SCRENS AT 3-PLY
GIRDER TRUSSES AT ALL BEARING POINTS.

FASTEN EACH ROOF RAFTER TO TOP PLATE WITH (1) 'SIMPSON'
SDWCI5600 SCREW. PROVIDE (2) 'SIMPSON' SDWCIS600 SCRENS

AT FLUSH BEAMS IN THE ROOF - AT ALL BEARING POINTS.

ROOF SHEATHING SHALL BE /16" AP.A. RATED SHEATHING 24/16
EXPOSURE | (OR APPROVED EQUAL). FASTEN TO FRAMING MEMBERS)
W/ 25 x 013" NAILS @ 6'oc. AT PANEL EDGES ¢ @ 12" 0.C. AT

I/4" DEAD LOAD
B. FLOOR TRUSSES, ATTIC TRUSSES, ¢ [-JOISTS: INTERMEDIATE SUPPORTS. ROOF SHEATHING SHALL EXTEND BELOW
' /8" DEAD LOADI ' ALL INSTANCES OF OVERFRAMING. BLOCKING SHALL BE INSTALLED

C. FLOOR TRUSSES ¢ ATTIC TRUSSES ADJACENT  TO FLOOR
FRAMING BY OTHERS:

LIMIT ABSOLUTE TRUSS DEFLECTION TO

3/16” DEAD LOAD. (NOT DIFFERENTIAL DEFLECTION)

AS REQUIRED TO LIMIT ROOF SHEATHING SPANS TO 24" MAX.

WITHIN 48" OF ALL ROOF EDGES, RIDGES, & HIPS FASTEN ROOF
SHEATHING FIELDS PER EDGE NAILING SPEC.

ALL METAL HANGERS SHALL BE SPECIFIED BY THE TRUSS
MANUFACTURER, UNLESS OTHERWISE NOTED.

ROOF TRUSS SHOP DRANINGS SHALL BE SUBMITTED TO ARCHITECT
AND ENGINEER FOR REVIEN AND APPROVAL PRIOR TO
FABRICATION OR DELIVERY.

ROOF TRUSS SHOP DRANINGS § CALCULATIONS SHALL BE
PREPARED BY A WASHINGTON STATE LICENSED ENGINEER AND
SHALL BE DESIGNED FOR UNBALANCED SNONW LOADING PER
ASCE T-16, SECTION T.6.

ERECT AND INSTALL ROOF TRUSSES PER WTCA ¢ TPI'S BCSI 1-08
'GUIDE TO GOOD PRACTICE FOR HANDLING, INSTALLING ¢ BRACING
OF METAL PLATE CONNECTED WOOD TRUSSES."

FASTEN OVER-FRAMED TRUSS SETS TO TRUSSES BELOW W/ (2)
3"'x0.131" TOENAILS AT EA. TRUSS.

SUPPORT PORCH ¢ SHORT SPAN ROOF TRUSSES (UP TO o' TRIB)
W/2x6 LEDGER FASTENED TO FRAMING w/(3) 3"x0.131" NAILS @ 16" o.c

FASTEN ALL INTERIOR NON-BEARING PARTITION WALLS TO TRUSS
BOTTOM CHORD ABOVE WITH SIMPSON STC CLIPS AT 24" o.c. MAX.
PROVIDE BLOCKING BETWEEN THE TRUSS BOTTOM CHORDS AS
REQUIRED FOR THE PARALLEL CONDITIONS.

' 208 IRC' - OCT 2020
I
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2x BLK'G TO FIT TIGHT IN EA PASTEN ROOF SH116. 10 gﬁABLLE ggpsfyfsglla%w \/\
X : BLOCKING W/ 2/5"x0.13I" e
TRUSS BAY & EXTEND TIGHT TO 6" 0C. W2 © gﬁ&nggprRU% 24" o.c. (MAX) gﬁgigﬁfs (© copyright : MULHERN & KULP
FASTEN ROOF SHTG. TO THE UNDERSIDE OF THE STTG' \ OSB/PLYNOOD PER Structural Engineering, Inc.
BIRD BLOCKING PANELS EVERY BLOCKING W/ 256'x013I" @ FASTEN TO TRUSS w/ (2)3'x0.13] EXTERIOR WAL w FASTEN SOLE PLATE TO
TRUSS BAY, BULDER TO PROVIDE 6" 0C. TOENAILS @ EA. END. CPECIFICATION OF / e VIDE ABLE e SPLICE @?EgN y;)/" 30 xCO.IBI e -
VENTILATION AS REQUIRED IN WALL BELOW. / END BRACING © 6" 0C. z &
BLOCKING —— OSB/PLYWOOD SHEATHING PER TRUSS 2x6 RIBBON. FASTEN / -
. UP VERTICALS OF ROOF MANUFACTURER SHEATHING TO RIBBON W/ E <€
z§< T TRUSSES, ¢ FASTEN W/ ol ggngTE 0 25"x0131" NAILS @ 6" OC. - - =z S
_ n n n w
— N § I’ 25'x0.131" @ 6" O.C. ;fisé L c/> g% é ﬁp J L OOR SYSTEM x = g
- : SEE PLANS,
N ‘ e ) TOENALS @ &' 00~ 17T 111 ] 2x4 CONT. BOTTOM RIBBON 5 ) =+ = 3 §
- ST : A : * FASTENED TO DBL. TOP PLAE\ Z o =4
_ 2@% SHTG. SPLICE \ W/ 3'x0.131" TOENAILS @ 6" = % B
/ OVIDE 2x4 BLOCKING @ g/f’ ';Ag() éﬁpé? rﬁi )CUP ’ ' m S e S
SPLICE \ 2x EXTERIOR 48" 0C. IN FIRST (3) BATS ; WA, FASTEN BOTTOM CHORD OF EA. e 5=
\ LOCATION OF CL6G. JOISTS-CUT TO FIT FASTEN WALL SHEATHING TO = R
2x6 EXTERIOR: FASTEN ROOF TRUSS TO TOP FASTEN ROOF TRUSS TO TOP ?F;EE‘ERP{%L& TIGHT BETWEEN JOISTS RIBBON w/ 25'x0.131" NAILS @ ;5;?5;'2'? %ﬁﬂiig %‘YT]E )”/ UJ «»? c:f AE
SHEAR WALL PLATE OF WALL WITH 'SIMPSON 2x EXTERIOR PLATE OF WALL WITH 'SIMPSON' SPECIFICATIONS L 4" oc. X : I = 8B e
- SEE PLAN ¢ VT SDKOIS600 SCREN ¢ SHEAR WALL - SDCIS600 SCREW ¢ A~ FASTEN DRYWALL TO < fo
SPECIFICATIONS (4) 3'x0.13I" TOENAILS. g - SEE PLAN ¢ (4) 3'x0.131" TOENAILS. BLOCKING W/ SCREWS 2x EXTERIOR SHEAR — E <
SPECIFICATIONS MNAILS @ 6" 0.C. SHT6. SPLICE \/\ WALL (SEE PLANS) : i
e =
ey (=p)
S2 8%
os ~ o
TYPICAL SHEAR TYPICAL SHEAR TRANSFER TYPICAL SHEAR TRANSFER DETAIL
@ TRANSFER DETAIL @ ROOF "\ DETALL @ RAISED HEEL TRUSS 5 TYFICAL 6ABLE END DETALL 2 BETAEEN FLOORS @ EXTERIOR WALL
SCALE: 3/4'z|-0" HEEL HEIGHT LESS THAN 4' SCALE: 3/4'z|-0" HEEL HEIGHT UP TO 24" MAX. SCALE: 3/4'z|-0" SCALE: 3/4'=|-0" PERPENDICULAR FRAMING
M&K project number:
154-24003
\/\ project mgr: RJZ
2x EXTERIOR dran by: BFD
SHEAR WALL issue date: 02-14-24
SHTG. SPLICE FASTEN SOLE PLATE TO OFFSET DRAG TRUSS FASTEN FLOOR SHTG. TO
LADDER TRUSS W/ (SEE PLAN FOR DRAG TRUSS W/ 25'x0.I31" FULL HT. | 5" 0SB OR FASTEN FLOOR SHEATHING TO REVISIONS:
LADDER TRUSS. FASTEN Fx0IBI"NAILS @ 6" O.C. CAPACITY REQD) NAILS @ 6° O.C. TRUSS BLOCKING BLOCKING W/ 24'x0.131" NAILS FASTEN SOLE PLATE OF
WALL SHEATHING TO TOP e 6" 0C. SHEARWALL TO FLOOR SHTG. AT date:
AND BOTTOM CHORD w/ W/ 3'x0.131" NAILS @ 6" O.C. GHEARWALL
25'%0.131" NAILS @ 6" 0.C. —— ] ~— ~1" ABOVE
\ N FASTEN FLOOR SHTG. TO
FLOOR SYSTEM FLUSH BEAM w/ 25"'x0.13I"
(SEE PLANS) = - NAILS @ 6" O.C. \\
FASTEN BOTTOM CHORD OF < <7 <
LADDER TRUSS TO DBL. TOP U
PLATE w/ 3'x0.3I" NAILS @ == A= i
4"oc. ZH S
~__ _ e e
SHTG. SPLICE FASTEN BOTTOM CHORD OF — FLOOR 5YSTEM BLOCKING IN EVERY — FLOOR SYSTEM
DRAG TRUSS TO DBL. TOP (SEE PLANS) TRUSS BAY, (SEE PLANS) I ]
PLATE w/SIMPSON A35 CLIPS FASTENED TO DBL. TOP
WALL (SEE PLANS) (SEE PLANS) TOENAILS ¢ (1) SIMPSON (SEE PLANS) Ty
\/\ \/\ A35 CLIP /\/ (SEE PLANS)
<«
TYPICAL SHEAR TRANSFER DETAIL SHEAR TRANSFER DETAIL SHEAR TRANSFER DETAIL SHEAR TRANSFER DETAIL @ =
4 BETWEEN FLOORS @ EXTERIOR WALL 1)@ SHEAR WALL BELOAN 3).@ SHEAR WALL BELOW 20 INTERIOR SHEARWALL ABOVE 0
SCALE: 3/4'='-0" PARALLEL FRAMING SCALE: 3/4'=|-0" SCALE: 3/4'=I-0" SCALE: 3/4'=-0" PARALLEL FRAMING d
? =
FASTEN SHEATHg\lVG TO \/\ p—
TOP CHORD w/ 24'x0.I3I" FASTEN SHEATHING TO
il NAILS @ 6° OC. % TRUSS TOP CHORD FASENED
FASTEN SHEATHING TO ! FASTEN SHEATHING TO TO EA. STUD W/ (3)3'%0.131"
BLOCKING W/ 24"x0.13!" ™~ ey el %:\ BLOCKING W/ 24'x0.131" ~ 2X0 BLockNe DETVELR /| %- NAILS @ 16" 0.c. MAX
NAILS @ 6" O.C. - . B B NAILS @ 6" O.C. ~ . -
___—5TUD W/ (3) 3'0.I31" NAILS / STUD W/ (3) 3'x0.I31" NAILS
1 /\/ ——FASTEN TOP GHORD OF " o EXTERIOR WALL
L SHEARWALL ABOVE /\/ TRUSS OR 2x LEDGER i /\I e PLANG
1O TO EA. STUD w/ (3 CHEARNALL T0 PACKOUT RETALL SEATIG—~ | |
FASTEN SOLE PLATE OF 3'x0.131" NAILS W 3'%O 131" NAILS @ 6" 0. PRIOR TO INSTALLING —— FASTEN SOLE PLATE TO U‘) LLI
SHEARWALL TO FLUSH BEAM N LOW ROOF TRUSSES RIBBON w/ 3'x0.131" NAILS I U) ~
W/ SXOBINALS @ £ 0C. ——— FASTEN SOLE PLATE OF PACK-UP BEAM AS < |[pHEATHING SPLICE @ °oroc. — O
~ SHEARWALL TO FLUSH BEAM REQUIRED SOLE PLATE OR BOTTOM =
W/ 3'x0.131" NAILS @ 6" O.C. I OF SOLE PLATE %EOEOELL%?S% .<E L] 5
EXTEND SHEATHING / EXTEND SHEATHING / — > ~
TO BOT. OF BEAM \ %ngﬁ %f/ggm@ TO BOT. OF BEAM i L] =
<—4 FASTEN PER : <-4 FASTEN PER [ f
SHEARWALL EDGE & FASTEN PER SHEARWALL EDGE Dx6 RIBBON—— || D '< %
NAILING SPEC ON SHEARWALL EDGE NAILING SPEC ON \5 Dx4 RIBBON <
PLAN NAILING SPEC ON PLAN D
HPLAN — ;
i 4 M ! V] 7 < D:
LOW ROOF TRUSSES \ : LOW ROOF TRUSSESJ \ / Z | T Oy RIBBON FASTENED TO Y. (Y) %
(S5EE PLAN) TRUSS HANGER \ (5EE PLAN) DBL. TOP PLATE w/ SIMPSON
FLUSH BEAM/FLOOR FLUSH BOTTOM BEAM LOW ROOF TRUSSES :
(PER MANUF) GIRDER TRUSS LOW ROOF TRUSSES FLUSH BEAM (SEE TRUSS HANGER (SEE PLANS) (SEE PLAN) A35 CLIPS @ 24" 0C. D CD fl
(SEE PLANS) (SEE PLAN) STRUCT. PLANS) (PER MANE) \/\ 7% SHEAR WALL | N
' -SEE PLANS U @ —
SHEAR TRANSFER DETAIL @ SHEAR TRANSFER DETAIL @ SHEAR TRANSFER DETAIL @ TYPICAL SHEAR TRANSFER DETAIL S Bfl
50 EXTERIOR SHEARWALL ABOVE 5 EXTERIOR SHEARWALL ABOVE 20 EXTERIOR SHEARWALL ABOVE 5 BETWEEN FLOORS Y O
SCALE: 3/4'='-0" SCALE: 3/4'zI'-0" SCALE: 3/4'z'-0" SCALE: 3/4'=I-0" PERPENDICULAR FRAMING - N EE

sheet:



SHEARWALL ABOVE

2x6 BLOCKING FASTENED TO

2x6 BLOCKING BETWEEN \/\ FASTEN SHTG. TO ﬁkﬁ%ﬂ‘gu”g? x 01 A’ /
TRUSSES FASTENED TO "%0.131" e
EA. STUD w/(3)3"x0.13!" f ?Ak\ﬁcéKcl’Ng"wo/%? X0 INSTALL SHEATHING © copyrtt SlvtlgjtTuErZ,I\‘Ei;:t:nng Inc
- PRIOR TO INSTALLING 1
LOW ROOF TRUSSES FASTEN SOLE PLATE OF
EXTENT OF HEADER 5;/: fffgo'i'é SHEAR LOW ROOF TRUSSES : SHEARWALL TO FLUSH BEAM W/ a I
A ‘ (SEE PLAN) T 3"%0.13I" NAILS @ 6" O.C.. — —
J o N
(*p]
s — FASTEN SOLE PLATE / 2x CONT. BLOCKING OR RIBBON : n <
< % TO RIBBON W/ 3"x0.13|" FASTENED TO EDGE OF FLUSH BEAM = ©
== | / (2) 3'%0.31" NAILS @ 6" O.C © g
g NAILS @ 6" OC. W "0.131" 06" 0C.
(9 e FASTENKING STUD- LOW ROOF TRUSSES = / FASTEN FLOOR SHEATHING TO < =z &
© | S B I ;FILIEL/ETR HING o I'\rlil [igDR W/ (6) 34'x0.148 (SEE PLANS) | NAILER w/STND. EDGE NAILING + o, e g
x| x x X x % x % x x x |x I \-/ ~ /'u ><- < Q
o PR PR X x| AS REQ'D N ~ ] a EXTEND SHEATHING TO 3 | o C% S
Z, 2x6 RIBBON = =< | = =
B I y e I 4 BIBBON / BOT. OF BEAM & FASTEN Hr = ﬁ E]
Ayl - - e x . <_PER SPECIFICATION ON C S g
O I B 3 = T T T 1= - PLAN | || = » &
T Z T 1 SIMPSON MSTA44 N N | ] = B
| | 3"'x1J4" MIN. HEADER. SEE PLANS. | | 34'x0.148" —] STRAP, CENTERED @ ; ) o w o PE
| - HEADER TO BE LOCATED AT TOP OF OPENING | SINKER NAILS SN BOTTOM OF HEADER — L I - ‘g A
VI (2) 24 i IN (2) ROMS @ <| - LOCATE ON INSIDE 2x CONT. LEDGER FLOOR TRUSSES - } } 1) < 2o
X / ) 3'0.C. o FACE OF WALL. (SEE PLANS) _SEE PLANS . 3 = &
_ . \\\x MIN. (2) 2x4—" | 1. |- FLOOR TRUSBI:JS 5 T 2
& k TT\FASTEN %" MIN. THCKNESS WOOD STRUCTURAL PANEL :e :e —% 2x RIBBON FASTENED TRUSS HANGER (SEE PLAN) a =%
e % o : SHEATHING TO HEADER WITH 250 131" COMMON it I TO DBL. TOP PLATE n/ = 2x SHEAR WALL (PER MANUF.) FLUSH BOTTOM BEAM »w 2
L5 =y NAILS IN 3" GRID PATTERN AS SHOWN AND 3" O.C. SIMPSON A35 CLIPS @ (SEE PLANS) (5EE PLAN) e %
= § o IN ALL FRAMING (5TUDS & SILLS) TYP. 24" OC. \/\
Q) I
Az OF TYPICAL SHEAR TRANSFER DETAIL SHEAR TRANSFER DETAIL @
TR ES T IF PANEL SPLICE 1S NEEDED IT SHALL OCCUR WITHIN
T b e e
2 ups q 24" OF MID-HEIGHT. BLOCKING 15 REQUIRED. 63 BETWEEN FLOORS 85 EXTERIOR SHEARNALL ABOVE
e IF 2x BLOCKING 1S USED IT MUST BE STITCH NAILED T I \ SCALE: 3/4'=|-0" PERPENDICULAR FRAMING SCALE: 3/4'=I-0"
40 WITH ONE ROW OF 34'x0.148" SINKERS AT 3" OC.
2'-0" < FINISHED WIDTH < 18'-0" .
: M&K project number:
H— - W' 0SB OR J4" PLYWOOD .
I T ™N16" MINIMUM ] | SHEATHING, CONTINUOUS 154-24003
4 ] i g FROM TOP TO BOTTOM | x x xx X x x x x X x X x X X X| 6HEAR WALL ]/‘”TH ED@E NA”..'N@ :x :x i x:x :x:x:x:x:xix:x:x:xixi x: “ 6HEAR WALL WITH ED@E
v, Y o Y OF WALL, OR FROM TOP == — — — — — — — T~ 71 7 Tl AR NAILING & BLOCKING PER . ,
78 5 ; 76 OF WALL TO PERMITTED ¢ BLOCKING PER PLAN. PLAN project mqr: RJZ
9 SIMPSON STHDI4 HOLDOWN STRAP (EMBEDDED INTO : SPLICE AREA - N N — N N :
oL 760NCRETE AND NAILED INTO FRAMING). INSTALLED o 7 ' || || | 1 SIMPSON €516 STRAP AT drain by: BFD
L] Y ER MANUFACTURE ECIFICATION \ —— — _——— — — SIMPSON €514 STRAP AT —— — _—— —
% PER CTURER SPECIFICATIONS. / / |~ THE STRAP HOLDDON T K N T e N RNER OF OPENING PROVIDE .
9 9 / MAY BE LOCATED ON THE | T ] CORNER OF OPENING PROVIDE | I e At CO" "O 0 G PROVID issue date: 02~ 1 4-24
= MIN. 2'X2"X3/16" PLATE WASHER N—s—1 4| BACKSIDE OF THE PORTAL R e ey | 25"x0.131" NAILS IN EACH HOLE irurars Ll (23}’24 X%:ﬁngﬁell_T% )'N EACH HOLE
i . ] 1 FRAME BRACING DO x;T* 41‘ I (60" MIN LENGTH) WINDOW. || | X <:ﬁ>> REVISIONS:
= 7 g ONE %" DIA. ANCHOR BOLT WITH 7" MIN. EMBEDMENT / g x ) -
=% % "IN PLAIN CONC. PIER % 7, J OPENING || | A ? 2x4 HORIZONTAL FLAT OPENING | | i — 2x4 HORIZONTAL FLAT
= 7R I ZIR'Y e 0N L aer N )/ BLOCKING. T BLOCKING. date:
I ——————————————— % J% — — — —ta— | . R A - INSTALL FIRST 3 BAYS (MIN) A - \/\‘ r;ﬂ'lFTALL FIRST 2 BAYS
——————————————————————————— r— — [ ] x‘ ‘ x '
A <l | '] «l | |
OQUTSIDE ELEVATION SECTION A-A THROUGH PIER 1> - SIMPSON €514 STRAP AT Jl T SIMPSON €516 STRAP AT
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2 TYPAR

Weather Protection System

Vertical wall Installation

Install Typar® HouseWrap over an approved exterior sheathing after the framing is complete and before
the windows and doors have been installed. Plastic capped fasteners should be used and spaced at 32"
OC (vertically and horizontally) when being applied over 7/16” OSB or 15/32” plywood. When installing
over metal framing use screws with washers. If the windows and doors have already been installed, trim
the Typar WRB close to the window frame and flash according to the Typar Flashing instructions.

STEP 1
Start at the bottom of one end of the wall with STEP 2
the printed side facing out. When starting at a Fasten the Typar to the stud using plastic

capped nails or plastic capped staples at 32"
O.C. both horizontally and vertically.

corner, overlap by a minimum of 12”.

Place the housewrap roll horizontally and roll
out the first course evenly, covering rough
window and door openings. A minimum of

a 1" (25.4 mm) overlap on the sill plate is
required; however, for maximum protection,
a 2-4" (51-102 mm) overlap on the sill plate
is recommended.

Pull the Typar snug and avoid wrinkles and
creases. Ensure that the product is level.

\
e 327 TPACHG BOTH
MR ROMTAL aMD VERTIOAL

STEP 3

The upper layer of Typar housewrap should
overlap the bottom layer by a minimum of 6”
(152 mm) vertically and horizontally. Ensure
proper shingling throughout the installation to
properly shed water. Once the structure is
completely covered, tape all seams and
penetrations using Typar® construction tape.
(Please refer to the Typar® flashing instructions
for more detailed instruction on penetrations
and window flashing installation).

STEP 4

After the installation complete and before the
exterior cladding is installed, inspect the Typar®
for tears. Repair the issues with Typar
Construction tape or Typar Flashing.

2 TYPAR

Weather Protection System

Window and Door Preparation

Preparing for Window Installation

STEP 1
After wrapping the structure and covering all rough openings. Cut a horizontal line across the top of

the window opening. The cut should not extend past the rough opening.

STEP 2
Start at the top center and make a vertical cut running two-thirds of the way down the opening.

STEP3
From that stopping point, cut diagonally to both lower left and right corners of the opening.

STEP4
Pull each of the flaps tightly inside the rough opening and attach them to the frame with nails,

staples, or tape.

STEP5
At the window header, make a 6” diagonal cut at a 45 degree angle on both corners. Fold the

material up exposing the sheathing. Now install the window or door according to the manufacturer
instructions. The final step is to flash all seams and flanges securely (refer to Typar® Flashing
instructions). Typar® flashing should also be installed in accordance with window manufacturer
instructions and according to the ASTM 2112 standard.

1) 2) 3) 4) 5)

P&l

2 TYPAR

Weather Protection System

Typical Window Flashing

STEP 1

Install the window sill pan according to the manufacturer’s instructions. Alternatively, you can create a
sill pan using Typar Flashing Flex. Cut a piece that is 12” longer than the length of the rough opening
window sill.

Carefully pull off the release liner. Center the Flashing in the center of the rough opening and work you
way toward the corners and then up the sides. Note: the flex flashing should overlap to the outside of
the wall by 2-3”. Only stretch the flashing in the corners.

Alternatively to above, you can create a sill pan by installing TYPAR Straight Flashing along the
bottom sill and installing TYPAR Flashing Flex on the corners only.

If needed, secure the fanned edges of the TYPAR Flashing Flex with a plastic capped nail/
plastic capped staple.

STEP 2

Apply a continuous bead of sealant to the back of the window or on the wall. Do not apply the sealant
across the bottom of the sill or on the bottom of the window. This area is left open to allow for proper
drainage.

Install the window according to the manufacturer’s installation instructions.

STEP 3
Cut two pieces of Typar Flashing long enough to extend 1” above the window head flange and 1” below

the window sill flange. Carefully peel off the release liner and apply the flashing on both sides of the
window. Make sure to cover the entire window flange, press firmly either by hand or using a J-roller.
Ensure there are no wrinkles or bubbles.

Cut a piece of Typar Flashing for the head flashing. Ensure that the piece is long enough to extend by 1"
on both sides of the jamb flashing. Remove the release liner and carefully install the flashing. Cover the
window flange and press firmly by hand or using a J-roller.

STEP 4
Release the upper flap of the WRB that you cut earlier. Tape the 45 degree cuts using Typar
Construction Tape or Typar Flashing. DO NOT tape the WRB along the top of the window flange.

2 TYPAR

Weather Protection System

Flashing Penetrations

Penetrations such as exhaust fans, exterior electrical outlets, dryer vents, exterior lights, and gas outlets
are a common entrance for bulk water into the wall cavity. Using Typar flashing will ensure proper water
hold out and maintain the integrity of the structure.

The method is similar to the flashing a window. Start by flashing the bottom of the penetration. Ensure
to shingle the upper tape over the bottom tape.

Some penetrations have flanges, such as dryer vents. These penetrations should be flashed according to
the details below.

1)

STEP 1

Install the vent according to the manufacturer’s
recommendations. Trim the housewrap as close
as possible around the perimeter of the vent.

STEP 2

Flash the vent using the same method as

windows. Starting at the bottom flange; cut the

flashing so that it extends past the flanges by 1”

on both sides. Now apply the flashing to the 2)
sides of the vent. Remember to extend the

flashing 1” on both top and bottom. Make sure

to smooth out wrinkles and air bubbles. The use

of a J-roller is optional.

STEP 3

The Final step is to install the flashing across the
top. Extend the flashing out at least 1” on both
sides.

Note: This type of installation is suitable for

several different penetrations. Always use the 3)
shingling method and ensure a tight seal around

the flange/penetration.

Typar® HouseWrap is part of a complete Weather Protection
System, which also includes Typar® Metro Wrap, Typar® Flashings
and Construction tape

For more information, visit www.Typar.com

RADCE®)

eneo {”@ i ~
I MADE IN USA. ICC #ESR-1404 « CCMC #1
Please visit typar.com for installation instructions and warranty information
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PROVIDE HEATING AND COOLING DESIGN LOADS
2018 Washington State Energy Code — Residential ) 2018 Washington State Energy Code — Residential 2018 Washington State Energy Code — Residential CALCULATION FOR SIZING THE HVAC STSTEM PER
Prescriptive Energy Code Compliance for All Climate Zones in Washington Prescriptive Energy Code Compliancg for All Climate Zones in Washington Prescriptive Energy Code Compliance for All Climate Zones in Washington NSEC-R403.7
Single Family — New & Additions (effective February 1, 2021) Version 1.0 Single Family — New & Additions (effective February 1, 2021) Single Family - New & Additions (effective February 1, 2021) ‘
Each dwelling unit in a residential building shall comply with sufficient options from Table R406.2 (fuel , i - S PR AY M—AR‘
These requirements apply to all IRC building types, including detached one- and two-family nom:‘aluanon.cre‘j"ts) anq Table 496-?’ (energy Cred|t§) to achieve the follownr]g minimum number of | S ekt ~ Summary of Tab!gB406..2 (cont.) Ba A
dwellings and multiple single-family dwellings (townhouses) credits. To claim this credit, the building permit drawings shall specify the option selected and the ‘ Energy Credits - select ONE H OMES
: P & y g i - maximum tested building air leakage, and show the qualifying ventilation system and its control sequence Optiohs Energy Credit Option Descriptions (cont.) energy option ffgm User Notes ' o
; __ Project Information | [EaRSE Contact Information 7 of operation. . —— — s each category Eree PER WSEC R402.4, THE BUILDING THERMAL
4216 83rd Ave SE, Mercer Island, WA. Ryan Redman - JayMarc Homes - 214.663.7599 1. Small Dwelling Unit: 3 credits ‘ 5.1° |Efficient Water Heating 0.5 O | ENVELOPE SHALL BE CONSTRUCTED TO LIMIT AIR 7525 SE 24th St., 487
Dwelling units less than 1,500 sf in conditioned floor area with less than 300 sf of fenestration area. | 5.2 |Efficient Water Heating 0.5 O | LEAKAGE. THE RESULTS OF THE TEST SHALL BE Mercer Island. WA
‘ ‘ ' ‘ ' Additions to existing building that are greater than 500 sf of heated floor area but less than 1,500 sf. | 5.3 |Efficient Water Heating 7 1.0 @) l SIGNED BY THE PARTY CONDUCTING THE TEST AND 98040 ,
Instructions: This single-family project will use the requirements of the Prescriptive Path below and 2. Medium Dwelling Unit: 6 credits ' | 5.4 |Efficient Water Heating 15 O | PROVIDED TO THE CODE OFFICIAL (R402.4..2).
incorporate the minimum values listed. Based on the size of the structure, the appropriate number of All dwelling units that are not included in #1 or #3 ‘ ffici - " T 20 B 425.266.9100
additional credits are checked as chosen by the permit applicant. 3. Large Dwelling Unit: 7 credits | gf?ngentyviter Heating o ' O } | )
; . - . . . Dwelling units exceeding 5,000 sf of conditioned floor area | 5.6 |Efficient Water Heatin 2.5
Provide all information from the following tables as building permit drawings: Table R402.1 - Insulation and 4 Additioﬁs less than 500gsquare faet: 1.5 cradits ? e RanEahlE ElREte Enirgy(Szréaftsm;;r_ T 10 l l |
Fenestration Requirements by Component, Table R406.2 - Fuel Normalization Credits and 406.3 - Energy Credits. All other additions shall meet 1-3 above { 7' T : el e = 0 — —
- : m———— S — e Y g e PER WSEC R403.33, DUCTS, AIR HANDLERS, AND
| 5 ; Digitally signed by Ryan Redman | i i i i ils i i i i g Calculate Total Clear F ! ! !
Authorized Representative ||Ryan Redman = o5 20510508 114640 0800 || Pate ;I01/18/2022 Before selecting your credits on this Summary table, review the details in Table 406.3 (Single Family), on page 4. | e . =T TG, Total Credits ~[_e0 ][camuateTotal] L Glear Form EILTER BOXES SHALL BE SEALED AND BE LEAK
: T . . ' Summary of Table R406.2 PNV By ] a. An alternative heating source sized at a maximum of 0.5 W/sf (equivalent) of heated floor area or 500 W, TESTED.
All Climate Zones (Table R402.1.1) T o R A s - g ; % whichever is bigger, may be installed in the dwelling unit.
[T o H s e RaValiie s U-Factor ® 5 op:i:,ni Fuel Normalization Descriptions Cr?,i';:inzeéf,ifcg,NE User Notes b. Equipment listed in Table C403.3.2(4) or C403.3.2()
Fenestration U-Factor ® n/a 0.30 - 4 i |€ombuistion heating minimum NAECA® 0.0 O c. Equipment listed in Table C403.3.2(1) or C403.3.2(2)
Skyliéﬁt U-Factor ® n/a 0.50 ) T o ] B = d. You cannot select more than one option from any category EXCEPT in category 5. Option 5.1 may be combined
) = e ' e - 2. |Hestpuop®. - .. .. ... LO o © with options 5.2 through 5.6. See Table 406.3.
Glazed ol SHGC ™ TR e . r—— : |3 [Electric resistance heat only - furnace or zonal -1.0 ®) e. 1.0 credit for each 1,200 kWh of electrical generation provided annually, up to 3 credits max.
iCﬁe;lmﬁg on——r e i Do | 4  |DHP with zonal electric resistance per option 3.4 0.5 . See the complete Table R406.2 for all requirements and option descriptions. PER WSEC R4O41 A MINIMUM OF 40 PERCENT OF
‘WOOd Frame Wall ® o 21int I I 0.056 — |5 |All other heating systems -1.0 ®) | f.  Use the single radiobutton in the upper right of the second column to deselect radiobuttons in that group. THE LAMPS IN PERMANENTLY INSTALLED LIGHTING
Floor 30 0029 , Credits - select ONE . _ — —— - FIXURES SHALL BE HIGH EFFICIENCY LAMPS.
Below Grade Wall %~ . 10/15/21int +TB 0.042 Enerey Energy Credit Option Descriptions energy option from each Please print only pages 1 through 3 of this worksheet for submission to your building official.
'Slab R-Value & Depth 10, 2 ft n/a utions 55 _category?
| |R-values are minimums. U-factors and SHGC are maximums. When insulation is installed in a cavity that is less 11 | BffEERRRRIHE PREIEE 0.5 ®)
| a [than the label or design thickness of the insulation, the compressed R-value of the insulation from Appendix 1.2 |Efficient Building Envelope . 1.0/ ) O A Issue Issue Date By
~ |Table A101.4 shall not be less than the R-value specified in the table. , ] 1.3 |Efficient Building Envelope 0.5 ® o
b |The fenestration U-factor column excludes skylights. 1.4 |Efficient Building Envelope - 1.0 @) Description
"10/.15/2.1 +5TB" means R-10 contlpuc.)us |n5l.JIat|on on the exterior of the wall, or R-15 continuous insulation on ) 1.5 |Efficient Building Envelope 2.0 O PROVIDE CERTIEICATE REPORT PER R4054.2 N ﬁ
the interior of the wall, or R-21 cavity insulation plus a thermal break between the slab and the basement wall at 16 |Efficient B il‘din Envelope 30 é - 2018 NSEC.
¢ |theinterior of the basement wall. "10/15/21 +5TB" shall be permitted to be met with R-13 cavity insulation on e |c u. - E i ) : '
the interior of the basement wall plus R-5 continuous insulation on the interior or exterior of the wall. "5TB" L Ad Eff'c'ent Biildis Snseioos VU . o _ O6 06 D4 _
| |means R-5 thermal break between floor slab and basement wall. 2.1 |Air Leakage Control and Efficient Ventilation L CITY PLAN REVIEA COMMENTS
| d |R-10 continuous insulation is required under heated slab on grade floors. See Section R402.2.9.1. | 2.2 |Air Leakage Control and Efficient Ventilation 1.0 O
3 For single rafter- or joist-vaulted ceilings, the insulation may be reduced to R-38 if the full insulation depth | 2.3 | Air Leakage Control and Efficient Ventilation 15 | O |
:x;egds Ll the 1.:op ?Ia.te O_f the”eztenor Wl FTAE e T R T R oT ey | 2.4 |Air Leakage Control and Efficient Ventilation O 2.0 ©)
-7. .contlr.\uous insu atlgn insta ed over an existing slab is deeme to be equivalent to e require p?enmeter 73.0° |High Efficiency HVAC 1.0 0O
j f |slab insulation when applied to existing slabs complying with Section R503.1.1. If foam plastic is used, it shall e - = s )
| |meet the requirements for thermal barriers protecting foam plastics. ~ H!gh Eff!c!ency HVAC e Bl ——
For log structures developed in compliance with Standard ICC 400, log walls shall meet the requirements for | 3.3° |High Efficiency HVAC 15 O J
| & climate zone 5 of ICC 400. - S L,3-4 High Efficiency HVAC , 5 S 2. © l
‘ Int. (intermediate framing) denotes framing and insulation as described in Section A103.2.2 including standard | 35 High Efficiency HVAC 1.5 ® ' .
} h fre;rr:;rligoiﬁ inches on center, 78% of the wall cavity insulated and headers insulated with a minimum of R-10 | 3.6 |High Efficiency HVAC (@) 2.0 @) <
i insu : — - : T I | I
o T | 4.1 |High Efficiency HVAC Distribution System 0.5 O
4.2 |High Efficiency HVAC Distribution System O| 1.0 ® U)
m U“
> . ©
Prescriptive Path — Single Family 2018 Washington State Energy Code-R 1 Prescriptive Path — Single Family 2018 Washington State Energy Code-R 2 Prescriptive Path — Single Family 2018 Washington State Energy Code-R 3 -o C_U g O
= 0z
m I D —
> 5 =
— O
Simple Heating System Size: Washington State <
; y This heating system sizing calculator is based on the Prescriptive Requirements of the 2018 Washington State Energy Code (WSEC) and ACCA Manuals E
Window, Skylight and Door Schedule 0.0 0.00 Jand S. This tool will calculate heating loads only. ACCA procedures for sizing cooling systems should be used to determine cooling loads.
Project Information Contact Information £ 0.00 Please complete the green drop-downs and boxes that are applicable to your project. As you make selections in the drop-downs for each section, some
NEW SFR JayMarc Homes 0.0 0.00 values will be calculated for you. If you do not see the selection you need in the drop-down options, please contact the WSU Energy Program at
4216 83rd Ave SE 7525 SE 24th St. 0.0 0.00 energycode@energy.wsu.edu or (360) 956-2042 for assistance.
Mercer Island, WA. Mercer Island, WA. 98040 0.0 0.00
. i 0.0 0.00 Project Information Contact Information
Width Helght 0.0 0.00 New SFR Ryan Redman - JayMarc Homes
Ref. U-factor Qt. Feet "™ Feet """ Area UA 4216 83rd Ave SE 55 SE 24th St plan name: =
Exempt Swinging Door (24 sq. ft. max.) WSEC|0.26 2 13 > |8 |[° 48.0 12.48 Sum of Vertical Fenestration Area and UA 810.8| 219.49 Mercerisland, Wh. toerlsland Wi, SE0H0 g}:gkﬁﬂnmgbgime. i\(/l)l(é((;%(ix
Exempt Glazed Fenestration (15 sq. ft. max.) 0.0f 0.00 Vertical Fenestration Area Weighted U = UA/Area 0.27 Heating System Type: O Al Other Systems © Heat Pump mark sys. number:--
To see detailed instructions for each section, place your cursor on the word "Instructions”
Vertical Fenestration (Windows and doors) Overhead Glazing (Skylights) Design Temperature , ,
Component Width e . . structions — z| Des|_gn Temperature D|fference_ (AT) 45 Conditions not specifically
p | elg Component Wldth Helg ht AT = Indoor (70 degrees) - Outdoor Design Temp N .
Description Ref. U-factor Qf. Feet"! Feet"" Area UA it Inch Inch represented graphically or in
p . . - - Description Ref. U-factor Qt. Feet Feet Area UA Area of Building writing or which conflict with
Nook - casement WSEC]|0.28 2 |2 5 27.5 7.70 0.0 0.00 Conditioned Floor Area the current International
Nook - fixed WSEC|0.26 3 12 P |5 [ 41.3] 10.73 0ol 0.00 instructions  Conditioned Floor Area (sq ft) Residential Code (IRC.) or
Nook - fixed WSEC|0.26 3 [2 P2 ] 15.0 3.90 0.0 0.00 Average Ceiling Height Conditioned Volume those of the local municipality
Nook - slider WSEC|0.28 1 (12 " |8 [ 96.0[ 26.88 0.0l 0.00 etruetions  Average Ceiling Height (f) 44,973 then the current standards
Kitch _ E 2 2 2 6 6 - - Glazing and Doors U-Factor X Area = UA and requ irements of each
itchen - casement WSEC|0.28 4 22.5 6.30 0.0 0.00 ) respectively shall govern.
Dining - casement WSEC|0.28 2 2 ° |5 [ 27.5|  7.70 0ol o0.00 B [ - 0.280 859 240.52
Dining - fixed WSEC|0.26 1 2 P |5 |° 13.8] 3.58 Skylights UFactor X Area =  UA The drawings in this set are
Dining - fixed WSEC|0.26 3 2 P2 P 15.0]  3.90 Sum of Overhead Glazing Area and UA [ 00 D00 nstructions 0.50 [ o | instruments of service and
, 3 . ) shall remain the property of
ADU Suite - casement WSEC|0.28 2 2 [° |5 |[® 27.5 7.70 Overhead Glazing Area Weighted U = UA/Area 0.00 Insulation JayMarc Homes, LLC
- - Attic U-Factor X Area = UA ’ ‘
ADU Suite- fixed WSEC|0.26 2 2 P I5 |° 275 115 -
: . P . ctions v 0.026 2,2 59.4 .
ADU Suite - fixed WSEClo.26 2 12 [F 2 | 20.0 520 Total Sum of Fenestration Area and UA (for heating system sizing calculations) | 858.8] 231.97 R4 v ! © 2017 JayMarc Homes, LLC;
Bath 2 - casement WSEC|0.28 1 2 [|° [4 | 8.0 2.24 Silng:e rj_after or Joist Vaulted Ceilings U-Factor X _ Area UA All rights reserved.
nstructions i J—
Study - casement wsEC|0.28 2 2 s 25l 0 [ select R-value =] Noselecton [ ]
Study - fixed WSEC|0.26 3 12 P[5 |° 41.3] 10.73 Above Grade Walls (see Figure 1) U-Factor X _ Area UA O221.24
Great Room - casement WSEC]|0.28 2 |2 [P |5 [ 215 110 nstruetions ‘ 'R-21 Intermediate ~1 0.056 279.83 Submittal Date
Great Room - fixed WSEC|0.26 3 2 [P [ |° 41.3] 1073 Floors Ufactor X  Area UA
Great Room - fixed WSEC|0.26 5 |2 Z 7 Z 25.0  6.50 Instructions s g J 0.025 124.93 _
Foyer - fixed WSEC|0.26 2 N _ 7 _ 22.5 5.85 Below Grade Walls (see Figure 1) UFactor X  Area UA Sheet Title/Description
Bath 5 - casement WSEC|0.28 1 2 4 8.0 2.24 Instructions L lNo P —————————— L‘ J 0.028 III
Bedroom 5 - casement WSEC|0.28 2 2 P[5 [ 250, 7.00 '
6 0 Slab Below Grade (see Figure 1) F-Factor X Length UA JAYMAQC HOMES
Bedroom 5 - fixed WSEC|0.26 1 2 5 12.5 3.25 Instructions Desi Fi
. 0 6 ; u No Slab Below Grade in this project. ﬂ 0.303 III - eS|g n irm
Laundry - slider WSEC]|0.29 1 4 1 6.0 1.74 _J
. 5 0 Slab on Grade (see Figure 1) F-Factor X Length UA
Bedroom 4 - casment WSEC]|0.28 1 2 5 12.5 3.50 etruetione e~ ] PR
Bedroom 4 - fixed WSEC|0.26 1 6 [P [1 9.0 234 TR - D by
Bedroom 3 - casement WSEC|0.28 2 |2 F |5 [ 20| 7w Location of Ducts rawn Dy.
Bath 3 _ casement WSEC 028 1 2 0 4 0 80 224 Instructions ‘C e ﬂ Duct Leakage Coefficient Q Q / 6 K
onditione: pace
Powder #2 - casement WSEC|0.28 1 12 |° [4 |° 8.0 2.24 1.00 S e
Bonus - casement WSEC|0.28 2 2 P[5 ] 950| 00 Sum of UA 704.69 Checked by:
: 6 6
Bonus - fixed WSEC]|0.26 3 2 4 33.8 8.78 Envelope Heat Load 31,711 Btu/ Hour
Foyer - 2 story volume WSEC|0.26 3 |2 ° |5 [° 413| 1073 Figure 1. glumorUAXAT . :
; , Btu/H .
Primary Bedroom - casement WSEC|0.28 2 2 [P |5 |° 25| 7.70 — T~ oo 0.6 % AT x 0,018 Lo §| [Primary Scale
Primary Bath - casement WSEC|0.28 2 |2 Fla P 225 6.30 Building Design Heat Load 53,568 Biu / Hour =4
. . 6 6 Air leakage + envelope heat loss -
Primary Bath - fixed WSEC|0.26 112 - 4 - 1.3 2.93 Building and Duct Heat Load 53,568 Btu/ Hour o
Pr imary Bath - fixed WSEC]|0.26 1 6 1 9.0 2.34 Ducts in unconditioned space: sum of building heat loss x 1.10 8
0.0 0.00 Ducts in conditioned space: sum of building heat loss x 1 Q
: : Maximum Heat Equipment Output 66,960 Btu/Hour \
Building and duct heat loss x 1.40 for forced air furnace 9
Building and duct heat loss x 1.25 for heat pump E
(07/01/13) ® of: .
()
L
)]




SE 1/4 OF THE NE 1/4 OF SECTION 13, TOWNSHIP 24 NORTH., RANGE 4 EAST, W.M., KING COUNTY, WA. EXISTING UTILITY LOCATIONS SHOWN HEREON ARE

RESPONSIBILITY TO DETERMINE THE EXACT VERTICAL AND
HORIZONTAL LOCATION OF ALL EXISTING UNDERGROUND
UTILITES PRIOR TO COMMENCING CONSTRUCTION.  NO
REPRESENTATION IS MADE THAT ALL EXISTING UTILITIES

TREE PROTECTION AREA (TPZ) ARE SHOWN HEREON. THE ENGINEER ASSUMES NO z

RESPONSIBILITY FOR UTILITIES NOT SHOWN OR UTILITIES =

KEEP OUT! NOT SHOWN IN THEIR PROPER LOCATION. 3

DO NOT REMOVE OR ADJUST THE APPROVED LOCATION OF THIS TREE PROTECTION AREA CALL BEFORE YOU DIG: 8711 §
(m]

Trees enclosed by this fence are protected and are subject to the conditions of the tree permit. Violation of tree conditions may lead to:
1. Correction Notices or Stop Work Orders until compliance is achieved

2. RE Inspection Fees/financial penalties Nistes LEGEND
3. Arborist reports recommending mitigation 1. No pruning shall be performed unless under the direction of the Project Arborist. Including limbing
Crown drip line or other limit of Tree Protection area. See trees up.
gwu"”” ;':'”"” 'em“‘ig"mxes:' 2. No grading, excavation, storage (materials, equipment, vehicles, etc.), or other unpermitted activity - AIR CONDITION UNIT MONUMENT IN_ CASE (FOUND)
shall occur inside the protective fencing. [Tl AREA DRAIN PAVER SURFACE
3. Penalties for damaging by root damage/compaction or removing a saved tree may be a fine up to
three times the value of the tree plus restoration (MICC 19.10.160}. ASPHALT SURFACE D POST
2 Ly l 4. Ar;y \I;vork in approved TPZ must be with the permission of the City Arborist (206) 275-7713, BUILDING POWER METER "
y - Y o ’( onn.kenney @mercergov.org.
s 9 F o\ Aoy’ i,.» L 5. 5" course woodchips within the tree protection zone, but not against the tree trunk. CENTERLINE ROW POWER (OVERHEAD) E
~l \ w A “:‘1‘\‘;', X N
R "t?l Tree protection fence: 6' chain link fence, solidly CONCRETE SURFACE g POWER POLE W/ LIGHT Q
. ’ 3¢ anchored into the fgroun.d, or if authorized Hi.gh—density RETAINING WALL O REBAR AS NOTED (FOUND)
polyethylene fencing with 3.5” x 1.5” openings; color O
orange. Steel posts installed at 8 o.c. ELECTRICAL EASEMENT . REBAR & CAP (SET) b4
DECK ROCKERY >
2" x 6” steel posts or approved equal Ll
FENCE LINE (WOOD) SEWER LINE 14
PROTECTION Maintain existing grade with the tree protection fence GAS LINE (") SEWER MANHOLE §
" | unless otherwise indication on the plans D GAS METER STORM DRAIN LINE 8
S =
/ \ z7 (O HOSE BIB RISER @ TREE (AS NOTED) h
/ \ HEDGE FOLIAGE LINE WATER LINE g
©
/ \ Any Work in the protected area must be with the permission of the City Arborist john.kenney@mercergov.org INLET (TYPE 1) o WATER METER ©
INLET (TYPE 1) (SOLID)
\ # |
TREE TO BE REMOVED
\ CORNER / (TYPICAL) CORNER
\. ELEV.=268/70 /ELEV-:276-3O TREE TABLE
e —r e Limt of
N ~ SF—SF= SF— SE—SF—=SF—SF=Sf=SF —SF=SF—=SF §p2_SF SF 48 0
eviopment
\ B F/
T SET sk =5 ] ID Species DBH Dripline STATUS LOD RETAIN REMOVE N
v P e - L L T | 1 Sweetgum 34 54 Off-site 14 M
7 | m 8 © >
/ _f i S ]
/ 2 Doutlas-fir 4 8 Off-site 6 5 SIS o
3 Flowering Dogwood 16 20 Off-site 12 I | o o (=]
FOUNDATION  LINE (TYPICAL) i/ Z mzoE  |W
4 Deodara cedar 38 56 Off-site 14 E OX o o
UTILIZE EXISTING CONCRETE DRIVEWAY - . —_ G % 1 I}
FOR CONSTRUCTION ACCESS AND 5 Engllsh laurel 11 24 5|gn|f|cant 14 X ( D ; E C}l é (:.:’
STAGING, IF NECESSARY, \INSTALL | 6 Douglas-fir 22 40 Off-site 14 0n T &2
STABILIZED CONSTRUCTION | —— ) 2, S2N<
ENTRY PER DOE FIGURE Il~4.1.1 ’ Silver birch 10 | 24 | Offsite 1 (1] Lz Z 5
8 Deodara cedar 16 24 Off-site 14 Boz % Q:)
O
™~ #6 9 Douglas-fir 16 26 Off-site 14 l L] 2 E - [E
(0]
| 10 Sweetgum 18 42 |significant 14 X 2 B 8
i
| 11 Silver birch 12 32 significant 14 ':L| E
27 49 12 Rhododendron N/A N/A N/A N/A O §
f-g +S—— 13 Douglas-fir 16 38 Off-site 14 g
L 14 Douglas-fir 18 34 Off-site 14 Q
| | 15 Rhododendron N/A N/A N/A N/A X
L | 16 Rhododendron N'18 N/A N/A N/A X
I 17 Flowering cherry 18 38 Significant 14
— =R PR $ F— ‘‘‘‘‘ 18 Flowering cherry 8 22 significant 14

~—
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PER DOE FIGURE II—4.2.12
(TYPICAL)

JayMarc Diamond, LLC

SHEET CONTENT

4216 83rd Avenue SE
Temp. Erosion & Sedmientation Control Plan
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GRAPHIC SCALE
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(TYPICAL) 0 5 10 20
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7 inch = 710 feet
PERMIT #: 2402—-177




SE 1/4 OF THE NE 1/4 OF SECTION 13, TOWNSHIP 24 NORTH., RANGE 4 EAST, W.M., KING COUNTY, WA. EXISTING UTILITY LOCATIONS SHOWN HEREON ARE

APPROXIMATE ONLY. IT SHALL BE THE CONTRACTOR’S
RESPONSIBILITY TO DETERMINE THE EXACT VERTICAL AND
HORIZONTAL LOCATION OF ALL EXISTING UNDERGROUND
UTILIITES PRIOR TO COMMENCING CONSTRUCTION. NO

TREE PROTECTION AREA (TPZ REPRESENTATION IS MADE THAT ALL EXISTING UTILITIES
( ) ARE SHOWN HEREON. THE ENGINEER ASSUMES NO (ZD
KEEP OUT[ RESPONSIBILITY FOR UTILITIES NOT SHOWN OR UTILITIES =
NOT SHOWN IN THEIR PROPER LOCATION. o
DO NOT REMOVE OR ADJUST THE APPROVED LOCATION OF THIS TREE PROTECTION AREA DOWNSPOUT TABLE STORM PIPE TABLE 5
CALL BEFORE YOU DIG: 811 n
Trees enclosed by this fence are protected and are subject to the conditions of the tree permit. Violation of tree conditions may lead to: DS# 1 G RO U N D = 273 : OO ’ @ 35 I_F , 8 v D . | . @ S = 1 . OO% g
1. Correction Notices or Stop Work Orders until compliance is achieved DOWN S PO UT I—l N E: 2 69 . 75 ’ 4
. 2. RE Inspection Fees/financial penalties Nitas DS 2 GROU N D:27300 54'_"_ , 60” CM P @ S:O50%
N OT E : E | -l-_ h e r t U ﬂ n e | 3. Arborist reports recommending mitigation 1 tNo pruning shall oe performed unless under the direction of the Project Arborist. Including limbing # DOWNSPOUT I_l N E:270. 60, 4” g 2|_|—_ 36” CM P @ S O 507 LEGEN D
bo re n eO r tree # /I O n d o C’OM::‘:/‘S::\zrﬁ:l:enrflo’?:;:;gﬁ;:f:ima'oa - 1 2 N:ﬁragi-ng,.e)fzava;ion, storage imat.erials, equipment, vehicles, etc.), or other unpermitted activity DS#:I) CONCRETE:2744O . ’ - ) AIR CONDITION UNIT MONUMENT IN CASE (FOUND)
o shall occur inside the protectuve encing. — ” _
#50 r' h Ove O rbo r'l St O n o 3. Penalties for damaging by root damage/compaction or removing a saved tree may be a fine up to DS#4 SSLV(,;IF\?ESEUTz;—LNEO 273.25, 4 @ ']3'_'__, 4 CMP @ S_ZOO% E"] AREA DRAIN PAVER SURFACE
V) ,h‘:f"h : ' ‘ three times the value of the tree plus restoration (MICC 19.10.160). = . N
S i-te -tO C O nfi rm ro O-tS O r-e /:’.’j”’ ', :';,T' " 4. Any work in approved TPZ must be with the permission of the City Arborist (206) 275-7713, DOWNSPOUT LINE=273.25 4” @ ']9|_F’ 6 PVC SDR—35 @ S=3.33% ASPHALT SURFACE O POST
i T e ‘;~ v’}: john.kenney@mercergov.org. ’ BUILDING POWER METER
LR 'Y "‘,r, YL 5. 5” course woodchips within the tree protection zone, but not against the tree trunk. DS 5 GROUND=27350 ”» _ _ 7 w
pruned per AI\,IS| ASO0 B A T T ——— T T / DOWNSPOUT LINE=272.00, 4 ® 1217, 47 PVC SOR-35 @ $=2.00% CENTERLINE ROW POWER (OVERHEAD) <
M o Cou d ™ ree protection fence: 6' chain link fence, solidly ’ ’
S‘tO n d G rd S . 5 m O >< | m u m ( e > o \ anchored into the ground, or if authorized High-density DS#6 GROUND=273.00 @ 43|_F, 4”7 PVC SDR—35 @ S=2.00% CONCRETE SURFACE O O POWER POLE W/ LIGHT o
. . olyethylene fencing with 3.5” x 1.5” openings; color ]
tree fence in right of way. crng. St pats o & o DOWNSPOUT LINE=272.10, 4 » _ _ RETAINING WALL O REBAR AS NOTED (FOUND) :
9 Y — DS#7 GROUND=272.80 7O0LF., 47 PVC SDR=35 @ 5=2.00% ELECTRICAL EASEMENT ®  REBAR & CAP (SET) e
B ‘ 2” x 6" steel posts or approved equal DOWNSPOUT LlNE=27'| .40’ 4” @ 35'_"_., 4’: PVC SDR—35 @ S:2.00% DECK ROCKERY E‘
'K'E'Tg:ségr” ‘ 1, — . _ DS#8 GROUND=272.80 ) 33LF. 4" PVC SDR—35 © S=2.00% FENCE LINE (WOOD) SEWER LINE o
. et fatte o DOWNSPOUT LINE=270.75, 4 v a e GAS LINE (L) SEWER MANHOLE N
e DS#9  CONCRETE=274.40 ) @ 49LF., 4” PVC SDR-35 @ S=2.55% [0 GAS METER STORM DRAIN LINE Q
R A I N DS#10 Egl\ilvgls;%wz;'?igﬂs'oo’ 4 O HOSE BIB RISER @ TREE (AS NOTED) N
i : = . @)
Any Work in the protected area must be with the permission of the City Arborist john.kenney@mercergov.org DOWNSPOUT LlNE=27300, 4” MEDGE FOLIAGE LINE WATER LINE E
INLET (TYPE 1) O WATER METER @]
INLET (TYPE 1) (SOLID)
\ # /
TREE TO BE REMOVED
\ CORNER / (TYPICAL) CORNER
\. ELEV.=268770 ELEV.=276.30 TREE TABLE
. _74E—n—— o s DT - WSS U o N S Limt of
A ~_ - - - %5 \ N #8 Devlopment
T . ID Species DBH Dripline STATUS LOD RETAIN REMOVE N
@ DOWNSPOUT (TYP‘) v | 1 Sweetgum 34 54 Off-site 14 M
‘\ @ — DS#6\ \ 2 i i
| — " o " Wi M " A | 2 Doutlas-fir 4 8 | Off-site 6 = 98 T |z
96@ . 3 5%$7#7_— 17 ’\O 47 3 Flowering Dogwood 16 20 Off-site 12 m E § ~ E a
. g ° i
255(7 Eop \ & E ’/\U 4 Deodara cedar 38 56 Off-site 14 E § 59 %I Cj) (E
027 % 11.0% - \ 5 English laurel 11 24 significant 14 X U 0 LZD § = (:5
[l I
o E ’/\O || 6 Douglas-fir 22 40 Off-site 14 Z CZ % 5 ?ﬂ
< H \ 7 Silver birch 10 24 | Offsite 14 T § e
- « & | oot ’ . ez ze
\\N/NQ? A\ 03 $Q?\ \*Pt{ H \??\ ’\0 8 Deodara cedar 16 24 Off-site 14 O% o Sf.)
N Ofé\e\'\ o ®\ GO%\QQ’ = E o v #6 9 Douglas-fir 16 26 Off-site 14 m e E & E
B
Q I\& R’ o g ! E —\0 | 10 Sweetgum 18 42 |significant 14 X - % e 8
| Ex C?Q] 11,39 i o | 11 Silver birch 12 32 |significant 14 L >
266.8590/3 ' 2 D/ E/ ,\O 49 12 Rhododendron N/A N/A N/A N/A O é
K @r)/ F __9.58% ' A 13 Douglas-fir 16 38 Off-site 14 é
S E ’\O 14 Douglas-fir 18 34 Off-site 14 Q
X 1 /DS#4
/\'\ . P - ’/\0 | 15 Rhododendron N/A N/A N/A N/A X
o1 7’ v et \ | 16 Rhododendron N'18 N/A N/A N/A X
: - = 17 Flowering cherry 18 38 Significant 14
—m =R =R =R =[R= —_—|U O 18 Flowering cherry 8 22 significant 14
— T |
. P ~ I @/ ‘ #10 E
—_ — Q
: \ p Q A4 | 2
/g \ | S #9 TP / | 5
— 5 W a
3
4 . i 83 . 5
N | £ #3 | & 4 TREE_NUMBERING FROM NOTES:
—
% | \ © /iU Q\f/q / TREE TABLE, (TYP|CAL) @ 4” FOUNDATION DRAIN CONNECTION
L \(ﬁ /0 é e [E=264.43, 8"x4" WYE
< p iU . | INSTALL 1—1/2" METER AND 2" SERVICE LINE
© %3\ / | i i ‘é/ PER CITY OF MERCER ISLAND STANDARD PLAN W—-14.
o) = A\ ” N
8 el [ el el = @/dm ------ [E=269.50, 6 ; DS \ TR CFl’TFiOTS":TiHBEREEN?T'\’\(‘Sl(ZAL) NOTE: CONTRACTOR TO COORDINATE FINAL LOCATION OF NEW METER
| \ @/,, IE=271.00. 4” pemeemmmssma== o] ‘é/ WITH CITY OF MERCER ISLAND INSPECTOR AT TIME OF CONSTRUCTION
— ~ D RO 10 ; #12 (C) cB#2, CONTROL STRUCTURE, TYPE II-54"9
e, FOUNDATION DRAIN 1 |
=P TP P AP TP N7 : L ((SEE DETAIL ON SHEET 3 OF 4)) LL] S
/ IV @ IE=268.00, 4~ I | W/SOLID LOCKING LID @p) ] O
N DS SIDE SEWER : RIM=272.40 \ 0
/ Ly # Y 1 h OVERFLOW=269.78, 8 (TOP OF TEE) q) -~
\iD ......................................... s N3 IE=269.00, 6"(E)—DOWNSPOUT LINE : 'D
[ : I IE=264.50, 36°(N), 8"(W) c - Q
1 \% ¢ G 3 Ds#2/ b | ELEV.=262.50, 8”(BOTTOM OF TEE) =
| T —_— prmmmmi e mm o= = - INSIDE BOTTOM=260.50 (), o RN
, -
\ L . L4 (D) CB#1, TYPE 1 = =
/| 116 : W/GRATE INLET m q)
| \ #2 * #7 #15 GRATE=265.60 -
b gz S A S L X - L _ E=264.15, 8”(E) O Nl®
APPROXIMATE LOCATION \ \ 4" RIGID PVC \CORNER IE=264.11, 12 (N,S)—EXlSTlNG (;Y_) ;
OF EXISTING SIDE SEWER DOWNSPOUT LINE (TYP.) ) @)
CORMER = 20 SLOT DRAIN
T~ —FLEV.=268.50 NOTE: A TV INSPECTION OF THE EXISTING S=2.00% MIN. ELBY. orZet. A0 @ GRATE ELEV.=270.00 w o E
SIDE SEWER TO THE CITY SEWER MAIN IN IE=269.20 .4-”(E). m
ABANDON EXISTING WATER 83rd AVENUE SE IS REQUIRED PRIOR TO o @ z o~
METER AND SERVICE ANY WORK RELATED TO THE SIDE SEWER. ® 4” WATER TIGHT CONNECTION i O
FOR 4216 83rd AVENUE SE (ONLY) IFF THE RESULT OF THE TV INSPECTION IS [E=268.90, 4” N > e
NOT IN SATISFACTORY CONDITION, AS m m
DETERMINED BY THE CITY OF MERCER ISLAND q- ™
INSPECTOR, THE REPLACEMENT OF THE EXISTING E
SIDE SEWER IS REQUIRED TO THE SEWER MAIN. E
=z
5 3
NOTE: 4” PERFORATED FOUNDATION DRAIN REQUIRED STORM PIPE PVC SHALL BE SDR—-35 PVC I'%J E
BUT NOT SHOWN ON PLAN, CONNECT WHERE SHOWN AT SLOPE=2.00% MINIMUM (TY|D|CA|_) g :;E
ON PLAN, WYE INTO DETENTION TANK OUTFALL UNLESS OTHERWISE NOTED
! GRAPHIC SCALE | P -Se/07/202
SIDE_SEWER NOTES NOTE: THE LAWN AND LANDSCAPE AREAS ARE REQUIRED TO PROVIDE POST—CONSTRUCTION SOIL ! IMPERVIOUS SURFACES: JOB NO.
APPROXIMATE LOCATION OF EXISTING QUALITY AND DEPTH IN ACCORDANCE WITH BMP T5.13. THE PROJECT CIVIL ENGINEER MUST PROVIDE ROOF AREA (UNDER EAVES) = 4,734 SQ. FT. o 5 10 20
SANITARY SIDE SEWER. - A LETTER OF CERTIFICATION TO ENSURE THAT THE LAWN AND LANDSCAPE ARFAS ARE MEETING THE UNCOVERED DRIVEWAY AREA = 961 SQ. FT. ;Ej DWG NO.
INSTALL 54LF. 4" PVC SIDE SEWER NOTE: ~ CONNECT 4" FOUNDATION DRAIN AT LOCATION POST—CONSTRUCTION SOIL QUALITY AND DEPTH REQUIREMENTS SPECIFIED ON THE APPROVED PLAN UNCOVERED WALKWAY = 146 SQ. FT. , SHEET
@ MIN. 2% SLOPE W/SAN|TARY SEWER CLEANOUTS SHOWN ON PLANS — ONLYI SET PR'OR TO FlNAl_ |NSPECT|ON OF THE PRO\JECT UNCOVERED CONCRETE PADS/PAT|O =79 SQ FT. 7 inch = 710 feet
. . TOTAL IMPERVIOUS AREAS = 5,920 SQ. FEET PERMIT #: 2402—177 2 OF 4




DESCRIPTION

SOLID LOCKING LID
Y] ]
S54LF., 60" CMP 279
DETENTION PIPE -~ | A
@ S=0.50% m
3
TR o ey —_— 270 g
| STEP S
i 2|_F, 36” CMP e (TYF)) it =
| DETENTION PIPE — || 67_PVC DOWNSPOUT_LINE i
| @ $=0.50% o -
: L N
......................... m L R I CICICICICICERIEE RECE K O I ICICIE I
8" VERTICAL RISER . 60__CMP N
= T T~ DETENTION PIPE @)
—— “ ATTACHMENT 1 g
8” D.. OQUTFALL . g VZ “\ 36" CMP CITY OF MERCER ISLAND ©
- 6" PVC (W) — DOWNSPOUT LINE x |/ N\ |+ DETENTION PIPE v - ON-SITE DETENTION SYSTEM WORKSHEET o
e g ‘\/ A o (FOR NEW PLUS REPLACED IMPERVIOUS
................................. 286 3 AREA OF 9,500 SF OR LESS)
0 | / g
TYPE 11-54" \ / I&Aﬁmﬁoﬁmﬁa one J— ——
_________________ I~ \\ / - :
\ S 0 - :
8" D.l OUTFALL > \\\ ////// i ELBOW RESTRICTOR DETAIL - ::E
soLb LOCKING LD — peemmmmm T T T ] T SURFMCE ARER (9 e PPE O (NCH: PPE LENGHH (7 ORFCE #1 A __ WoH, BV _____
.................................................................................. 264 g§ PLAN VIEW SoL TPE: PIPE MATERAL: ORIFCE #2 DA — INCH, BV
52
STEP -E FRAME, GRATE & 24" SOLID
TP e , S b e, )
' = 18” MIN. COVER 272,40 m
% F “ 5 o o g B BB / DETENTON FPE ENGTH - m .
/ — 262 \'“ g . [ ié 54’ 2" AR \ENT m @) % = >
...................... AR Wz |- \ ‘ gl T0P OF RISER 10 BE 2" MN ABOVE TOP OF L9 M m
E N v | SECOND ORIFICE ELBOW AND CANNOT BE LOWER o0
CB #2 1/2" ORIFICE ; e T ey 58 & &
. 9 ) f - 26978 Z Z v & g
SCALE: 17 = 2 e 0" N TZ 55
"o ” (9] (&)
) T oas HPEN. % _ [J_—%/ —1_5/8 %GCID,_] o
o I
_ X S=0.50% & 269.10 ( D - > &
260 DETENTION PIPE g - - o o 0 U[_(') E Y E (&]
.......................................................................................... g oy w_5 N A 2 % S
12 wax| 36" MIN - MN—/ . (Q \INVB?TELE.V 264 50 2 E ; L:I'j é
1, SES e
e EEE- N\ HBe 6
; AN O
” m
Fvst )/ : e 1/2 LS E™E
tmmr / e : g = SE &
BAND TO ALLOW REMOVAL ] o O
S Sy, - .
Orrce G, A5 speore)—/ CONTROL STRUCTURE DETAIL O 2
NOT TO SCALE
=
CONTROL STRUCTURE NCTES ON-SITE DETENTION SYSTEM NOTES: <
USE A MINIMUM OF A 54 IN. DIAM. TYPE 2 CATCH BASIN. THE ACTUA. SIZE IS DEPENDENT ON PROVIDE AT LEAST ONE 3 X 0.090 GAUGE SUPPORT BRACKET ANCHORED TO CONCRETE WALL WITH 5/8 IN. 1. CALL DEVELOPMENT SERVICES (206-275-7605) 24 HOURS IN ADVANCE FOR A DETENTION 14
CONNECTING PIPE MATERIAL AND DAMETER. m;ﬁmw BOLTS OR EMBEDDED SUPPORTS 2 IN. INTO CATCH BASIN WALL (MAXIMUM 3'-0" SYSTEM INSPECTION BEFORE BACKFILLING AND FOR FINAL INSPECTIONS. (=)
@ OUTLET PIPE: MN. 6 INCH. g 2 RESPONSIBILITY FOR OPERATION AND MAINTANANCE OF DRAINAGE SYSTEMS ON PRIVATE
N LIFT HANDLE SHALL MADE OF A SIMI METAL GALVANIC i "
BUILDING LINE RECESSED B: CLMB-DOWN SPACE IS CLUAR OF RISER AND CLEANOUT GATE L oA SorTe L B Smes taTE - (= MACHUED EOR PROPER . CORRUGATED PCLYETHYLENE PIPE (LCPE), ALUMINZED TYPE 2 CORRIGATED' STEEL PPE AND
w LIFT POCKET 14" 5/8" - FUE 5 R O O THE UPPER CATCH BASIN IS REQUIRED IF THE LENGTH DF THE DETENTION PIPE IS GREATER THAN 50 FT. mum%ﬂ?ﬁwmm"u;kmmo m)'mr?'g'sw“?m-
% ASTM 3034 SDR35 PVC PIPE = 2 11/8" 12 1/2", ‘)/‘ ® COMGRETE PPE 10, ESS 14 B oo o e OUILE PPETO AT (00T 00 Ea To 4 FOOTING DRANS SHALL NOT BE CONNECTED TO THE DETENTION SYSTEM.
= s 5/8" — 11 N.C l - 2"!7——1 - |
e : . SOCKET HD SCREW 7 7 >
u COUPLING EQUAL TO CALDER 2 o 1 1/4" LONG o % t »
g COUPLING BY JOINTS, INC._/N SEWER PIPE |0 (BRONZE OR S.S.) - - ] 1/4 a
1 TO FIT " L -
a » /4 » 1 8 2
. S | 5/8 11/4
6" TWO-WAY CLEAN OUT FACE UP (G)
" " C.0. BROUGHT TO [2" 7]
S—17 FOR CONNECTION SEE STANDARD DETAIL S-27. Y o
TO THE SEWER MAIN CLEAN IUT1B. M. L
; . . _ INSTALL GREEN COVER SEE STANDARD 3 p NOTES
SEWE’:IP-IE-R?géI\EJGNg?EEé) ek VA ¥ ame ! 12 114/"4 | ' E PIPE ALLOWANCES 1. As acceptable alternatives to the rebar shown in the PRECAST BASE
OVER a . v wn i
l(';f:EAhlecEHEg(;K AR 1/2" x 2" RAISED = SECTION, fibers (placed according to the Standard Specifications), or
\ PADS o Mm’gn“)gm wire mesh having a minimum area of 0.12 square inches per foot shall
‘ "an w PIPE MATERIAL be used with the minimum required rebar shown in the ALTERNATIVE
EXIST. SIDE SEWER §{ | @ @ SEWER PIPE WITH "0" RING RUBBER 5 DIAMETER :
' " GASKET JOINTS. LENGTH AND SIZE LOCKING COVER & (INCHES) :ﬁfﬁg BASE SECTION. Wire mesh shall not be placed in the
AS REQUIRED. MIN. 2% SLOPE. OLYMPIC M1025 FINISH 2'—0" SQUARE FINISH g REINFORCED OR 12"
REMOVE 2x4 AND CAP AND INSTALL OR EQUAL GRADE | i GRADE & PLAIN CONCRETE 2. The knockout diameter shall not be greater than 20" (in). Knockouts shall
HOUSE SEWER. COUPLING, REDUCERS, BEND AS REQUIRED » have a wall thickness of 2" (in) minimum to 2.5" (in) maximum. Provide
TEE AND BENDS TO FIT. ) Cz:gr%%RPETSEI ALL METAL PIPE 15" a 1.5" (in) minimum gap between the knockout wall and the outside of the
EoG e pipe. After the pipe is installed, fill the gap with joint mortar in accordance m
o d ! CPSSP * } with Standard Specification Section 9-04.3.
A e ] x (STD. SPEC. SECT. 9-05.20) 12 U —
NOTES BUILDING CONNECTION iy : = 9 3. The maximum depth from the finished grade to the lowest pipe invert m I m
e . hall be 5' (ft).
1. ELBOWS SHALL NOT BE GREATER THAN 45 DEGREES. ) . 12" ROUND/ l—l—4 1/2 (SSQI'II_ZI)I.DSVI;’Q(L:I._géIgT.9-05.12(1)) 15 shall be 5' (ft) U) I i
2. CLEAN OUT IS REQUIRED FOR EACH PIPE LENGTH GREATER THAN 100" AND FOR EACH 90 PIPE \ 4. The frame and grate may be installed with the flange down, or integrally q)
ACCUMULATED ELBOW/100" FLARE JOINT \ FsBr%f[sLEEVgéléég}l.cs-osjz(z» 15" cast into the adjustment section with flange up. q) -~
3. ALL HOUSE PLUMBING OUTLETS MUST BE CONNECTED TO THE SEWER. NO DOWN SPOUTS OR STORM PACKING MECHANICAL _ : -D D
DRAINAGE MAY BE CONNECTED TO THE SEWER SYSTEM. PIPE MATERIAL PLUG WITH 4 CORRUGATED POLYETHYLENE 5. The Precast Base Section may have a rounded floor, and the walls may
4. 18" MINIMUM COVERAGE OVER PIPE. AS SPECIFIED "0" RING STORM SEWER PIPE be sloped at a rate of 1 : 24 or steeper. C C
5. LAY PIPE IN STRAIGHT LIN; BETWEEN BEh:E% MAKE ALL CHANGES IN GRADE OR LINE WITH 3 BEND OR SEAL AND e e ORae 6. The opening shall be measured at the top of the Precast Base Section. Q @) ),
WYE. 90° CHANGE WITH 1/8 BEND AND : , 4", 6", 12", P’
6. 4" SEWER PIPE MINIMUM SIZE ON PROPERTY. 2% MINIMUM GRADE. 7. All pickup holes shall be grouted full after the basin has been placed. > E W —
7. ALL CONSTRUCTION SHALL BE IN ACCORDANCE WITH CURRENT SEWER ORDINANCES. U)
8. ALL CONSTRUCTION REQUIRES A PLAN SHOWING PROPERTY AND DIMENSIONS AND COMPLETION OF SIDE m
SEWER APPLICATION AND MAINTENANCE AGREEMENT, AS NEEDED. ONE #5 BAR FOR & () HEIGHT (L ;_
9. BACK WATER VALVE (CHECK VALVE) IS REQUIRED: : INCREMENT (SPACED EQUALLY) —c q)
A. IF CONNECTED TO A SHARED SIDE SEWER. WYE o O D
B IF CONNEGTION AT HOUSE IS LOWER THAN BOTH UPSTREAM AND DOWNSTREAM MANHOLE. *q RECTANGULAR ADJUSTMENT SECTION =)
C. SEE S—23 & S—24 FOR LAKE LINE REQUIREMENTS. m
10. AS-BUILT DRAWING SHOWING LOCATION OF SIDE SEWER & ALL BENDS, C.0. ETC., IN RELATION TO THE /. m
HOUSE IS REQUIRED AFTER INSPECTION & INSTALLATION. SEE STANDARD DETAIL S—-38 FOR A : w (;_) ;
TYPICAL "AS BUILT". /. 4' m
11. THE MINIMUM PIPE SIZE FOR SIDE SEWERS SHALL BE: d 4 & P @ E
68" — WITHIN THE PUBLIC RIGHT—OF—WAY. /s en Sl N E
4" — SINGLE FAMILY RESIDENCES. R A % & // N > ) ] .
6" — 2 TO 6 SINGLE FAMILY RESIDENCES. = AP / & N /, N N S e
6" — BUILDINGS OTHER THAN SINGLE FAMILY RESIDENCES. " Coacmiisy - : o . \\\5“ <2 ) ‘og m
12. UTILUTY PIPE TRACER TAPE SHALL BE DETECTABLE BELOW GROUND SURFACE, COLOR CODED, WITH ; ¢S S Z q— )
UTILUTY NAME PRINTED ON TAPE. CONDUCTIVE WARNING TAPE REQUIRED OVER ALL WATER PIPE. TAPE INSTALL WATERTIGHT PLUG Sor _ U)
SHALL BE MANUFACTURER'S STANDARD PERMANENT, BRIGHT—COLORED, CONTINUOUS PRINTED PLASTlCn ONLY IF FUTURE EXTENSION i Ny ) =
TAPE, ALUMINUM BACKED, INTENDED FOR DIRECT—BURIAL SERVICE. TAPE SHALL BE NOT LESS THAN 6 IS ANTICIPATED. FOR PVC PIPE / ! ) / E
WIDE X 4 MILS THICK. NOTES #3 BAR EACH CORNER i #3 BAR EA(ig"C(ﬂ)?R‘ﬁE I CZD
CITY OF MERCER ISLAND 1. SEE S—27 FOR INSTALLATION DETALS. CITY OF MERCER ISLAND - i Z Ay suie Heiiman 5 %)
|5 7 ;“41 2020.09.01 07:52:50 -07'00" w -
~_ I ~ = L
STANDARD DETAILS STANDARD DETAILS ! pk] ) J CATCH BASIN TYPE 1 8 L:l:J
SEWER SEWER #3 BAR HOOP el E | #3 BAR HOOP
< i STANDARD PLAN B-5.20-03 o i
S [P ay) -7
HOUSE SEWER CONNECTION CLEAN OUT DETAIL AN Nk BAR (TP SHEET 1 OF 1 SHEET 6/07/2024
<5 - . . APPROVED FOR PUBLICATION
§ Digitally signed by Roark, Steve
6—5-2009 NO SCALE S-18 6-5-2009 NO SCALE S-19 #3 BAR EACH WAY ¥ (SEE NOTE 1) Roark, Stg\XDeESIGND;ZiEQOQ'OQ09:45:23'0700‘
REV DATE APPROVED REV DATE APPROVED PRECAST BASE SECTION ALTERNATIVE PRECAST BASE SECTION % Washington State Department of Transportation
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83rd AVENUE SE

EXISTING UTILITY LOCATIONS SHOWN HEREON ARE
SE 1/4 OF THE NE 1/4 OF SECTION 13, TOWNSHIP 24 NORTH., RANGE 4 EAST, W.M., KING COUNTY, WA. EXISTING UTILITY LOCATIONS SHOWN HEREON ARE
RESPONSIBILITY TO DETERMINE THE EXACT VERTICAL AND
HORIZONTAL LOCATION OF ALL EXISTING UNDERGROUND
TREE TABLE UTILITES PRIOR TO COMMENCING CONSTRUCTION. NO
Limt of REPRESENTATION IS MADE THAT ALL EXISTING UTILITIES
Devlopment ARE SHOWN HEREON. THE ENGINEER ASSUMES NO z
) o RESPONSIBILITY FOR UTILITIES NOT SHOWN OR UTILITIES Q
ID Species DBH Dripline STATUS LOD RETAIN REMOVE NOT SHOWN IN THEIR PROPER LOCATION E
1 Sweetgum 34 54 Off-site 14 5
2 Doutlas-fir 4 8 Off-site 6 CALL BEFORE YOU DIG: 811 té,
3 Flowering Dogwood 16 20 Off-site 12
4 Deodara cedar 38 56 Off-site 14 AMENDED SOIL MAP LEGEND
5 English laurel 11 24 significant 14 X
g g AIR CONDITION UNIT MONUMENT IN CASE (FOUND)
6 Douglas-fir 22 40 | Offsite 14 - AREA DRAIN PAVER SURFACE
7 Silver birch 10 24 Off-site 14 5520 SQUARE FEET — TURF AREA ASPHALT SURFACE 0 POST
8 Deodara cedar 16 24 Off-site 14 AMENDED 8" DEEP (135 CU. YDS.) BUILDING POWER METER "
9 Douglas-fir 16 26 Off-site 14 [CCENTERTINA ROW POWER (OVERHEAD) 'E
10 Sweetgum 18 42 significant 14 X CONCRETE SURFACE O——o POWER POLE W/ LIGHT Q
11 Silver birch 12 32 significant 14 RETAINING WALL O o REBAR AS NOTED (FOUND) o
ELECTRICAL EASEMENT REBAR & CAP (SET) =
12 Rhododendron | N/A | N/A N/A N/A 326 SQUARE FEET — PLANTER AREA SEeK SOCKERY >
13 Douglas-fir 16 38 Off-site 14 AMENDED 6" DEEP (7 CU. YDS.) FENCE LINE (WOOD) SEWER LINE i
14 Douglas-fir 18 34 Off-site 14 GAS LINE () SEWER MANHOLE <
15 Rhododendron N/A N/A N/A N/A X O GAS METER STORM DRAIN LINE §
Y 16 Rhododendron N'18 N/A N/A N/A X O HOSE BIB RISER @ TREE (AS NOTED) h
17 Flowering cherry 18 38 Significant 14 X HEDGE FOLIAGE LINE WATER LINE Q
/ 18 Flowering cherry 8 22 significant 14 X INLET (TYPE 1) = WATER METER 8
/ \ INLET (TYPE 1) (SOLID)
\ " |
TREE TO BE REMOVED
\ / /ELEV.=276.3O
N A o R el AR N S P N FEE"Y F < S SN B - so
>N~ i \ \ Figure V-11.1: Planting Bed Cross-Section &)
7\
10 .
\ ' SEEREE
L | S R o a
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’\O | Mulch (.\ m i E
L | . O z
\ #9 2
Z s Sl °
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'\O | organic matter
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— IR IR IR TR — 2 6-10 >
— 7 S #10 m
e N : ORGANIC MATTER/||W.B. fa)
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/ & N | o
/ \ 1 W ’ | 7] 2
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3 ; & / oo
I A-
/H &y y
\ P &
\ / [ é/ | #11 Reprinted from Guidelines and Resources For Implementing Soil Quality and
% ~ | Depth BMP T5.13 in WDOE Stormwater Management Manual for Westem -
\ / I Washington, 2010, Washington Organic Recycling Council NOT TO SCALE
| %
B N ERNTY| g} S \ ‘ - o
gl 4 e . [
s ~l : 4io e Planting Bed Cross Sectlonmml o LLJ (_I)
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\ - Volume V - Chapter 11 - Page 930 (qe)
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o 5 10 20

;E Hl SHEET
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LEGAL DESCRIPTION

LOT 5, BLOCK 2, ISLAND RIDGE TRACTS, ACCORDING TO THE PLAT | OPOG RAPH |( ) & BO| |N DARY S| |RVEY
THEREOF RECORDED IN VOLUME 47 OF PLATS, PAGE 71, RECORDS

OF KING COUNTY, WASHINGTON.

SITE TEMP. BENCHMARK BASIS OF BEARINGS

Jud
Q
C
SITUATE IN THE COUNTY OF KING, STATE OF WASHINGTON q:)
: SCHEDULE B ITEMS ©
BASIS OF BEARINGS STEEP SLOPE/BUFFER DISCLAIMER: =
1. COVENANTS, CONDITIONS, RESTRICTIONS, EASEMENTS, PROVISIONS RESTRICTIONS IF ANY, BASED UPON RACE, COLOR, RELIGION, SEX, THE LOCATION AND EXTENT OF STEEP SLOPES SHOWN ON THIS DRAWING ARE FOR Q
ACCEPTED THE BEARING OF N 834550" € SETUEEN MONUMENTS DO A0 AT OENEATED 08 DT B T S A e i NronuTovk PPEOsEs ol b oA S ELED o o BES £
FOUND ALONG THE CENTERLINE OF SE 42ND ST, PER REFERENCE PART R R ’ GENERAL OBSERVATIONS ON SITE AND OUR CURSORY REVIEW OF READILY AVAILABLE —
NO. 1. ARTICULARS. AND RECORDED IN OFFICIAL RECORDS UNDER TITLE 42, SECTION 3607 OF THE UNITED STATES CODE OR (B) PUBLIC DOCUMENTS; AS SUCH, TERRANE CANNOT BE LIABLE OR RESPONSIBLE FOR
RECORDING NUMBER 4043408. (PLAT, CURRENT CONDITIONS SHOWN) RELATES TO HANDICAP BUT DOES NOT DISCRIMINATE AGAINST THE ACCURACY OR COMPLETENESS OF ANY STEEP SLOPE INFORMATION. ULTIMATELY, ()]
HANDICAPPED PERSONS. RECORDED : JANUARY 9, 2004 IN THE LIMITS AND EXTENT OF ANY STEEP SLOPES ASSOCIATED WITH ANY SETBACKS OR b
REFERENCES 2. COVENANTS, CONDITIONS AND RESTRICTIONS, BUT OMITTING ANY OFFICIAL RECORDS UNDER RECORDING NUMBER 20040109001818 BY THE REVIEWING AGENCY BEFORE ANY CONGTRUGTION CAN OGOUR. T ROVED =
COVENANTS OR RESTRICTIONS IF ANY, BASED UPON RACE, COLOR, (BLANKET IN NATURE) 7,
R1. ISLAND RIDGE TRACTS, VOL. 47 OF PLATS, PG. 71, RELIGION, SEX, HANDICAP, FAMILIAL STATUS, OR NATIONAL ORIGIN (v
RECORDS OF KING COUNTY, WASHINGTON. UNLESS AND ONLY TO THE EXTENT THAT SAID COVENANT (A) IS (<))
EXEMPT UNDER TITLE 42, SECTION 3607 OF THE UNITED STATES E
VERTICAL DATUM CODE OR (B) RELATES TO HANDICAP BUT DOES NOT DISCRIMINATE "
AGAINST HANDICAPPED PERSONS, AS PROVIDED IN AN INSTRUMENT. -
RECORDED : IN OFFICIAL RECORDS UNDER RECORDING NUMBER
NAVD 88 PER GPS OBSERVATIONS 4071179 MODIFICATION THEREOF, BUT OMITTING ANY COVENANTS OR z
-
4+
2

DESCRIPTION: PK NAIL W/ RED WASHER N 89°4550" E 333.37 MEAS. FOUND MON IN CASE
LOCATION: 35.1'W & 26.4'S OF THE NW PROP. COR. FOUND MON 333.50' HELD PLAT '
, ( ) BRASS DISK, DOWN 1.1
ELEVATION: 266.69 IN CASE '
¢ ¢ ¢ ¢ ¢ ¢ ¢ ¢ ¢ ¢ ¢ ¢ t\ﬁ \¢
SSMH
SURVEYOR'S NOTES SE 42ND ST
IE 8"CONC(N./S.
1. THE TOPOGRAPHIC SURVEY SHOWN HEREON WAS PERFORMED IN :262,267@(,@6 :
OCTOBER OF 2023. THE FIELD DATA WAS COLLECTED AND
RECORDED ON MAGNETIC MEDIA THROUGH AN ELECTRONIC
THEODOLITE. THE DATA FILE IS ARCHIVED ON DISC OR CD. i
WRITTEN FIELD NOTES MAY NOT EXIST. CONTOURS ARE SHOWN 7 o
FOR CONVENIENCE ONLY. DESIGN SHOULD RELY ON SPOT >
ELEVATIONS. PPCQ\ LL
2. ALL MONUMENTS SHOWN HEREON WERE LOCATED DURING THE SIS " P =
COURSE OF THIS SURVEY UNLESS OTHERWISE NOTED. 2 \p v . %
o~ 3 2 9
3. THE TYPES AND LOCATIONS OF ANY UTILITIES SHOWN ON THIS o \p NN — 7 X N O
DRAWING ARE BASED ON INFORMATION PROVIDED TO US, BY T Yl W \ W 38" PIN A} — I
OTHERS OR GENERAL INFORMATION READILY AVAILABLE IN THE \ Plo w “TW D < © O >= = =)
PUBLIC DOMAIN INCLUDING, AS APPLICABLE, IDENTIFYING MARKINGS \ \ A . /\\9 © o hd g :
PLACED BY UTILITY LOCATE SERVICES AND OBSERVED BY TERRANE o =7 FOUND IRON PIPE << g ) " <
IN THE FIELD. AS SUCH, THE UTILITY INFORMATION SHOWN ON o \ AL 0.06'N OF LINE & o o FENCE COR o) Sy w 3
THESE DRAWINGS ARE FOR INFORMATIONAL PURPOSES ONLY AND 7 U 0.19'W FROM PROP COR FENCE COR wud =5 /O.4'N OF LINE & 1.0'W Za = S
SHOULD NOT BE RELIED ON FOR DESIGN OR CONSTRUCTION 1 G . 75 ‘/Zm = iif/ FROM PROP COR - o) < O
PURPOSES; TERRANE IS NOT RESPONSIBLE OR LIABLE FOR THE o v 26735 5 A4 .- N 89'45'50"|E 136, 274 T _ _ _ - O ® =
ACCURACY OR COMPLETENESS OF THIS UTILITY INFORMATION. FOR = T T Nmbussold S } 25" PIN m g I x I
THE ACCURATE LOCATION AND TYPE OF UTILITIES NECESSARY FOR 30.00'AA 2 8" 8 DEC O s O x D
DESIGN AND CONSTRUCTION, PLEASE CONTACT THE SITE OWNER 0 A W 598" ol W% ©
AND THE LOCAL UTILITY LOCATE SERVICE (800—424—5555). o T ' — FENCE < O S =3 N B:_l
; - 276.5 . —
4. SUBJECT PROPERTY TAX PARCEL NO. 362650—0065. N | E = ~ %IE)
X 2740 s , >_
5. SUBJECT PROPERTY AREA PER THIS SURVEY IS 13,965 £S.F. a 3 . : \ = G\/%E\ ﬁ o 10" BR < < "§“
(0.32 ACRES) = |82 - — | — T — e ] 4 B
6. ALL TITLE INFORMATION SHOWN ON THIS MAP HAS BEEN 2 Y 27T e 276 - O
EXTRACTED FROM OLD REPUBLIC NATIONAL TITLE INSURANCE < IR 73 S C%f N e ®)
COMPANY "ALTA COMMITMENT”, ORDER NO. 5211037586—NJ, o 7 Get 9\%4 ° an
DATED AUGUST 31, 2023. IN PREPARING THIS MAP, TERRANE, T = < (= o ‘/O N o O
INC. HAS CONDUCTED NO INDEPENDENT TITLE SEARCH NOR IS Bleiziei o T 2 AN 27 2761 20D . 5 W =
TERRANE, INC. AWARE OF ANY TITLE ISSUES AFFECTING THE / ; e N \ 1 3 o0
SURVEYED PROPERTY OTHER THAN THOSE SHOWN ON THE MAP o 7 : 272,88 oo 3
AND DISCLOSED BY THE REFERENCED “"ALTA COMMITMENT”. 266.57 a = \ O I w
TERRANE, INC. HAS RELIED WHOLLY ON OLD REPUBLIC NATIONAL v 27630 » ~
TITLE INSURANCE COMPANY REPRESENTATIONS OF THE TITLE'S 2 : \ e ﬁ 8 <
CONDITION TO PREPARE THIS SURVEY AND TERRANE, INC. & el HOUSE NO. 4216 e . : N
QUALIFIES THE MAP’S ACCURACY AND COMPLETENESS TO THAT 7 = 7 R 2722 FOOTPRINT=1,743 #£S.F. ISR S \ 6" FIR = I N
EXTENT = g I L T si208 | s P | O <y ~ §
' << 267.86 271.90 e <27 e e ] 9
o | A L B R S - N~
7. EXISTING STRUCTURE(S) LOCATION AND DIMENSIONS ARE - % : ol \ 07w 8 X
MEASURED FROM THE FACE OF THE SIDING UNLESS OTHERWISE a7 X ol A o[ % g @
NOTED. = - n bt & L B ‘ \ | ST ~
8. FIELD DATA FOR THIS SURVEY WAS OBTAINED BY DIRECT FIELD o f i g — R L o ©f§, \ |
MEASUREMENTS WITH A CALIBRATED ELECTRONIC 3—SECOND TOTAL 5o e oo TN s T Y I | & q
STATION AND/OR SURVEY GRADE GPS OBSERVATIONS. ALL 2 1 U PR R ] S NN
ANGULAR AND LINEAR RELATIONSHIPS ARE ACCURATE AND MEET = = 0N el sTeps < v \ 18" MAP = X)Q =
THE STANDARDS SET BY WAC 332—130-090. a o 5 FEEL=273 SR LT O
. ~:8 . LLI = . rs! 4 2.36 :“1 s . \ \ r7777$\ FEN,CE
LEGEND g |§ e ¢p) 0 \ N PERCR S W
b N : © TN A 4——"‘: \ \ 0
. o ) N f: 5 o o 277‘J7\FF "ELZ:QT&.O”N;M , 10
BENCHMARK CONCRETE SURFACE TS N SRSEe CONG —— 56.7 \ \ o
272.0 Cp L ~ 28 58 T 7 O
—— ¢ ——— CENTERLINE ROW AREE| PAVER SURFACE =0 o . N corie T HANDING S
FENCE LINE (WOOD) PO POWER METER a & (2) 107 DEC TR N R Fl=273.9 X \ L——“ 1= <
AN : 273.6x
MONUMENT (IN CASE, FOUND) PPO POWER POLE S : ?\Cﬁf\ég%@ 273,00 \ s o 12”7 BIR
STEP  fRfi4R o 273.4
e REBAR & CAP (SET) p POWER (OVERHEAD) a ‘ g ?\?\7/@60 Qﬂ- —
& - 2/2.9
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THE LOCATION AND EXTENT OF STEEP SLOPES SHOWN ON THIS DRAWING ARE FOR INFORMATIONAL PURPOSES ONLY AND CANNOT BE RELIED ON FOR DESIGN AND/OR CONSTRUCTION.  THE PITCH, LOCATION, AND EXTENT ARE BASED SOLELY ON OUR GENERAL OBSERVATIONS ON SITE AND OUR CURSORY REVIEW OF READILY AVAILABLE PUBLIC DOCUMENTS; AS SUCH, TERRANE CANNOT BE LIABLE OR RESPONSIBLE FOR THE ACCURACY OR COMPLETENESS OF ANY STEEP SLOPE INFORMATION.  ULTIMATELY, THE LIMITS AND EXTENT OF ANY STEEP SLOPES ASSOCIATED WITH ANY SETBACKS OR OTHER DESIGN OR CONSTRUCTION PARAMETERS MUST BE DISCUSSED AND APPROVED BY THE REVIEWING AGENCY BEFORE ANY CONSTRUCTION CAN OCCUR.
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ACCEPTED THE BEARING OF N 89°45'50" E BETWEEN MONUMENTS N 89°45'50" E BETWEEN MONUMENTS  BETWEEN MONUMENTS FOUND ALONG THE CENTERLINE OF SE 42ND ST, PER REFERENCE SE 42ND ST, PER REFERENCE , PER REFERENCE NO. 1.1..
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SITE TEMP. BENCHMARK  DESCRIPTION: PK NAIL W/ RED WASHER PK NAIL W/ RED WASHER LOCATION: 35.1'W & 26.4'S OF THE NW PROP. COR.  35.1'W & 26.4'S OF THE NW PROP. COR. ELEVATION:266.69'266.69'
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R1. ISLAND RIDGE TRACTS, VOL. 47 OF PLATS, PG. 71, 1. ISLAND RIDGE TRACTS, VOL. 47 OF PLATS, PG. 71, . ISLAND RIDGE TRACTS, VOL. 47 OF PLATS, PG. 71, ISLAND RIDGE TRACTS, VOL. 47 OF PLATS, PG. 71, , VOL. 47 OF PLATS, PG. 71, 71, , RECORDS OF KING COUNTY, WASHINGTON.
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1. COVENANTS, CONDITIONS, RESTRICTIONS, EASEMENTS, PROVISIONS COVENANTS, CONDITIONS, RESTRICTIONS, EASEMENTS, PROVISIONS DEDICATIONS AND MATTERS DELINEATED OR DISCLOSED BY THE PLAT OF ISLAND RIDGE TRACTS; REFER TO THE PLAT FOR FULL PARTICULARS. AND RECORDED IN OFFICIAL RECORDS UNDER RECORDING NUMBER 4043408. (PLAT, CURRENT CONDITIONS SHOWN) 2. COVENANTS, CONDITIONS AND RESTRICTIONS, BUT OMITTING ANY COVENANTS, CONDITIONS AND RESTRICTIONS, BUT OMITTING ANY COVENANTS OR RESTRICTIONS IF ANY, BASED UPON RACE, COLOR, RELIGION, SEX, HANDICAP, FAMILIAL STATUS, OR NATIONAL ORIGIN UNLESS AND ONLY TO THE EXTENT THAT SAID COVENANT (A) IS EXEMPT UNDER TITLE 42, SECTION 3607 OF THE UNITED STATES CODE OR (B) RELATES TO HANDICAP BUT DOES NOT DISCRIMINATE AGAINST HANDICAPPED PERSONS, AS PROVIDED IN AN INSTRUMENT. RECORDED : IN OFFICIAL RECORDS UNDER RECORDING NUMBER 4071179 MODIFICATION THEREOF, BUT OMITTING ANY COVENANTS OR RESTRICTIONS IF ANY, BASED UPON RACE, COLOR, RELIGION, SEX, HANDICAP, FAMILIAL STATUS, OR NATIONAL ORIGIN UNLESS AND ONLY TO THE EXTENT THAT SAID COVENANT (A) IS EXEMPT UNDER TITLE 42, SECTION 3607 OF THE UNITED STATES CODE OR (B) RELATES TO HANDICAP BUT DOES NOT DISCRIMINATE AGAINST HANDICAPPED PERSONS. RECORDED : JANUARY 9, 2004 IN OFFICIAL RECORDS UNDER RECORDING NUMBER 20040109001818 (BLANKET IN NATURE)
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